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Item 14.  Continued. 
 
 
CHANGES TO VOLUME II – DESIGN AND PERFORMANCE REQUIREMENTS 
 
1.  Replacement Chapters .- Replace CHAPTER 00005 - PROJECT INFORMATION with the attached 
new CHAPTER 00005 - PROJECT INFORMATION, bearing the notation "ACCOMPANYING 
AMENDMENT NO. 0006 TO SOLICITATION NO. DACA63-02-R-0009." 
 
 
CHANGES TO VOLUME III – SPECIFICATIONS 
 
2.  Replacement Sections - Replace SECTION 01411 – ENVIRONMENTAL PROTECTION FOR 
LACKLAND AFB, with the attached new SECTION 01411 – ENVIRONMENTAL PROTECTION FOR 
LACKLAND AFB, bearing the notation “ACCOMPANYING AMENDMENT NO. 0006 TO SOLICITATION 
NO. DACA63-02-R-0009.” 
 
 
CHANGES TO VOLUME IV – ATTACHMENTS 
 
3.   Replacement Attachments – Replace the following attachments with the accompanying new 
attachments of the same number and title, bearing the notation “ACCOMPANYING AMENDMENT NO. 
0006 TO SOLICITATION NO. DACA63-02-R-0009:” 
 
ATTACHMENT I -  DORMITORY DESIGN GUIDE 
ATTACHMENT J - LACKLAND AFB  SOIL & WATER MANAGEMENT PLAN  
 
  
4.  New Attachments.-  Add the new ATTACHMENT M - COMMUNICATION REQUIREMENTS, bearing 
the notation “ACCOMPANYING AMENDMENT NO. 0006 TO SOLICITATION NO. DACA63-02-R-0009,” 
and add to the Table of Contents. 
 
 

 
 

END OF AMENDMENT 
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CHAPTER 00005 
 

PROJECT INFORMATION 

REQUEST FOR PROPOSALS 

A. These documents constitute a Request for Proposals for the design and construction of the project 
described below. 

B. Project Name:  Lackland AFB FY00/01/02 Dormitories. 

C. Project Number:  MPLS003292, MPLS023293, and MPLS033294. 

D. Owner:  U.S. Army Corps of Engineers. 

1. Engineering Manager:  Bob Gilbert.   (AM#1) 

2. Phone/Fax:  817-886-1890 / 817-886-6485.   (AM#1) 

3. E-mail:  Robert.L.Gilbert@swf02.usace.army.mil.    (AM#1) 

 

PROJECT DESCRIPTION 

A. Summary Project Description:  This project consists of three new Permanent Party Dormitory 
facilities for the Air Education and Training Command (AETC) at Lackland Air Force Base, Texas.  
The dormitories are designated individually as FY 2000 Dormitory, FY 2001 Dormitory and FY 2002 
Dormitory (Chiller Plant expansion is included with FY 2002 Dormitory),   (AM#6) and are 
designated jointly as FY00/01/02 Dormitories.  Using a two-phase, competitive negotiation 
procurement process, the Department of the Army desires to obtain Design and Construction of the 
project.  If awarded the contract, the successful offeror shall complete the design and construction 
documents and shall construct the new facilities.  This facility shall be designed and constructed for 
handicap accessibility to the building entrance, Great Room, Office and adjacent toilet rooms in 
accordance with the Uniform Federal Accessibility Standards and to the extent greater accessibility is 
provided, the American with Disabilities Act Accessibility Guidelines (ADAAG).  Handicap 
accessibility is not required to personnel billeting areas of the building.  Site work shall include 
utilities, landscaping, irrigation, sidewalks, paving, parking lots, service roads and other amenities.  
See Chapter 1 - Program Summary.         

B. Contract Scope:  Design and construction. 

C. Anticipated Construction Start:  10 calendar days after notice to proceed. 

D. Required Design and Construction Completion:   See Section 01000 DESIGN AND 
CONSTRUCTION SCHEDULE.. 

SELECTION PROCESS 

A. The selection process will be a two-phase best value procurement process. Refer to Sections 00120 
PROPOSAL SUBMISSION REQUIREMENTS and 00150 PROPOSAL EVALUATION AND 
CONTRACT AWARD for proposal submital requirements and the evaluation criteria.  Selection 
(Phase I) of a "short list" of qualified proposers will be made first, followed by evaluation of a 
technical proposal (Phase II) from each of the pre-qualified proposers.  

B. Phase I Qualification Process: By Government 's jury, based on submitted qualification and 
management proposal.   See Section 01015 and  01016 for detailed explanation.   (AM#6) 

1. No compensation will be made for submission of Phase I qualification and management 
proposal. 

C. Phase II Technical Proposal Selection Process:  Open, by Government 's jury, based on proposal 
submitted and "Fixed Price/Best Design" evaluation. 



ACCOMPANYING AMENDMENT NO. 0006 TO SOLICITATION NO. DACA63-02-R-0009   

LKOOD / 05/14/02 00005 - 2   
Lackland AFB, FY00/01/02 Dormitories    PROJECT INFORMATION  

1. Proposal Due Date:  Will be sent, by U.S. Post Office mail or e-mail, to the pre-qualified 
proposers upon notification of selection. 

 
2. Honorarium:  No compensation will be made for submission of Phase II Technical Proposal. 

3. See Section 00150 PROPOSAL EVALUATION AND CONTRACT AWARD for more 
information. 

PERTINENT INFORMATION 

A. Availability of Documents:  Complete sets of Request for Proposal documents will be made available 
by the Owner on the Internet (http://www.swf.usace.army.mil/) and on CD-ROM disk. The CD-ROM 
disk will be furnished to those offerors who register with the Owner. See registering instructions on 
the above web page.  

END OF CHAPTER 00005 
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SECTION 01411

ENVIRONMENT PROTECTION FOR LACKLAND AFB
[AM #0006]

PART 1   GENERAL

1.1   GENERAL REQUIREMENTS

The Contractor shall perform the work minimizing environmental pollution 
and damage as the result of construction operations.  Environmental 
pollution and damage is the presence of chemical, physical, or biological 
elements or agents which adversely affect human health or welfare; 
unfavorably alter ecological balances of importance to human life; affect 
other species of importance to humankind; or degrade the utility of the 
environment for aesthetic, cultural and/or historical purposes.  The 
control of environmental pollution and damage requires consideration of 
land, water, and air, and includes management of visual aesthetics, noise, 
solid waste, as well as other pollutants.  The environmental resources 
within the project boundaries and those affected outside the limits of 
permanent work shall be protected during the entire duration of this 
contract.

1.1.1   Technical Assistance

Technical assistance for complex environmental problems shall be 
coordinated with Base Environmental Coordinator, 37 CES/CEV, 671-4844.

1.1.2   Subcontractors

The Contractor shall ensure compliance with this section by subcontractors.

1.1.3   Environmental Protection Plan

The Contractor shall submit an environmental protection plan within 15 days 
after receipt of the notice to proceed.  Approval of the Contractor's plan 
will not relieve the Contractor of responsibility for adequate and 
continuing control of pollutants and other environmental protection 
measures.  The environmental protection plan shall include, but shall not 
be limited to, the following:

a.  Name(s) of person(s) within the Contractor's organization who 
is(are) responsible for ensuring adherence to the Environmental 
Protection Plan.

b.  Name(s) and qualifications of person(s) responsible for 
manifesting hazardous waste to be removed from the site, if 
applicable.

c.  Name(s) and qualifications of person(s) responsible for training 
the Contractor's environmental protection personnel.

d.  A list of Federal, State, and local laws, regulations, and permits 
concerning environmental protection, pollution control and 
abatement that are applicable to the Contractor's proposed 
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operations and the requirements imposed by those laws, 
regulations, and permits.

e.  Methods for protection of features to be preserved within 
authorized work areas like trees, shrubs, vines, grasses and 
ground cover, landscape features, air and water quality, fish and 
wildlife, soil, historical, archaeological, and cultural resources.

f.  Procedures to be implemented to provide the required environmental 
protection, to comply with the applicable laws and regulations, 
and to correct pollution due to accident, natural causes, or 
failure to follow the procedures of the environmental protection 
plan.

g.  Location of the solid waste disposal area.

h.  An erosion and sediment control plan which identifies the type and 
location of the erosion and sediment controls to be provided.  The 
plan shall include monitoring and reporting requirements to assure 
that the control measures are in compliance with the erosion and 
sediment control plan, Federal, State, and local laws and 
regulations.  A Storm Water Pollution Prevention Plan (SWPPP) may 
be substituted for this plan.

i.  Drawings showing locations of any proposed temporary excavations 
or embankments for haul roads, stream crossings, material storage 
areas, structures, sanitary facilities, and stockpiles of excess 
or spoil materials.

j.  Environmental monitoring plans for the job site, including land, 
water, air, and noise monitoring.

k.  Traffic control plan including measures to reduce erosion of 
temporary roadbeds by construction traffic, especially during wet 
weather, and the amount of mud transported onto paved public roads 
by vehicles or runoff.

l.  Methods of protecting surface and ground water during construction 
activities.

m.  Plan showing the proposed activity in each portion of the work 
area and identifying the areas of limited use or nonuse.  Plan 
should include measures for marking the limits of use areas.

n.  Drawing of borrow area location.  Protection measures required at 
the work site shall apply to the borrow areas including final 
restoration for subsequent beneficial use of the land.

o.  A recycling and waste prevention plan with a list of measures to 
reduce consumption of energy and natural resources; for example:  
the possibility to shred fallen trees and use them as mulch shall 
be considered as an alternative to burning or burial.

p.  The Spill Control plan shall include the procedures, instructions, 
and reports to be used in the event of an unforeseen spill of a 
substance regulated by 40 CFR 68, 40 CFR 302, 40 CFR 355, and/or 
regulated under State or Local laws and regulations.  The Spill 
Control Plan supplements the requirements of EM 385-1-1.  This 
plan shall include as a minimum:
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     1.  The name of the individual who will report any spills or 
hazardous substance releases and who will follow up with complete 
documentation.  This individual shall immediately notify the 
Contracting Officer, Facility Fire Department, and Facility 
Response Personnel Facility Environmental Office in addition to 
the legally required Federal, State, and local reporting channels 
(including the National Response Center 1-800-424-8802) if a 
reportable quantity is released to the environment.  The plan 
shall contain a list of the required reporting channels and 
telephone numbers.

     2.  The name and qualifications of the individual who will be 
responsible for implementing and supervising the containment and 
cleanup.

     3.  Training requirements for Contractor's personnel and 
methods of accomplishing the training.

     4.  A list of materials and equipment to be immediately 
available at the job site, tailored to cleanup work of the 
potential hazard(s) identified.

     5.  The names and locations of suppliers of containment 
materials and locations of additional fuel oil recovery, cleanup, 
restoration, and material-placement equipment available in case of 
an unforeseen spill emergency.

     6.  The methods and procedures to be used for expeditious 
contaminant cleanup.

q.  Appropriate environmental training for Contractor's personnel 
during the construction period.

r.  Contractor and Subcontractor shall request and receive 
authorization to bring, store and use chemicals on Lackland AFB.  
AF Form 3952 will be submitted to 37 CES/CEV for proper 
coordination and tracking.  Contractor and Subcontractors will 
participate in the Lackland AFB HAZMat Pharmacy program.

s.  Contractor and Subcontractors shall be responsible for managing 
and disposing of all wastes generated during the period of 
performance.  Contractor shall be responsible for all costs 
associated with the project.  All waste issues shall be 
coordinated with 37 CES/CEV.

t.   Appendix

Copies of all environmental permits, permit application packages, 
approvals to construct, notifications, certifications, reports, 
and termination documents shall be attached,as an appendix, to the 
Environmental Protection Plan.

1.1.4   Permits

The Contractor shall obtain all needed permits or licenses.  The Government 
will not obtain any permits for this project; see Contract Clause PERMITS 
AND RESPONSIBILITIES.  The Environmental Protection Agency (EPA), through 
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the National Pollutant Discharge Elimination System (NPDES), requires 
general permits, a notice of intent (NOI), and a notice of termination 
(NOT).  The NOI shall be submitted at least 48 hours prior to start of 
construction.

1.1.5   Preconstruction Survey

Prior to starting any onsite construction activities, the Contractor and 
the Contracting Officer shall make a joint condition survey after which the 
Contractor shall prepare a brief report indicating on a layout plan the 
condition of trees, shrubs and grassed areas immediately adjacent to work 
sites and adjacent to the assigned storage area and access routes as 
applicable.  This report will be signed by both the Contracting Officer and 
the Contractor upon mutual agreement as to its accuracy and completeness.

1.1.6   Meetings

The Contractor shall meet with representatives of the Contracting Officer 
to alter the environmental protection plan as needed for compliance with 
the environmental pollution control program.

1.1.7   Notification

The Contracting Officer will notify the Contractor in writing of any 
observed noncompliance with the previously mentioned Federal, State or 
local laws or regulations, permits, and other elements of the Contractor's 
environmental protection plan.  The Contractor shall, after receipt of such 
notice, inform the Contracting Officer of proposed corrective action and 
take such action when approved.  Such notice, when delivered to the 
Contractor or his authorized representative at the site of the work, shall 
be deemed sufficient for the purpose.  If the Contractor fails to comply 
promptly, the Contracting Officer may issue an order stopping all or part 
of the work until satisfactory corrective action has been taken.  No time 
extensions shall be granted or costs or damages allowed to the Contractor 
for any such suspensions.

The Contracting Officer will notify the Contractor in writing of any 
noncompliance with the provisions of paragraph GENERAL REQUIREMENTS above 
and the action to be taken.  The Contractor shall, upon receipt of such 
notice, immediately take corrective action.

1.1.8   Litigation

If work is suspended, delayed, or interrupted due to a court order of 
competent jurisdiction, the Contracting Officer will determine whether the 
order is due in any part to the acts or omissions of the Contractor, or 
subcontractors at any tier, not required by the terms of the contract.  If 
it is determined that the order is not due to Contractor's failing, such 
suspension, delay, or interruption shall be considered as ordered by the 
Contracting Officer in the administration of the contract under the 
contract clause SUSPENSION OF WORK.

1.1.9   Previously Used Equipment

The Contractor shall thoroughly clean all construction equipment previously 
used at other sites before it is brought into the work areas, ensuring that 
soil residuals are removed and that egg deposits from plant pests are not 
present; the Contractor shall consult with the USDA jurisdictional office 
for additional cleaning requirements.
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1.1.10   Payment

No separate payment will be made for work covered under this section; all 
costs associated with this section shall be included in the contract unit 
and/or lump sum prices in the Bidding Schedule.

1.1.11   Demolition

The Contractor shall notify EPA (per 40 CRF 61 Subpart M) or the 
appropriate regulatory agency, or in Texas, the Texas Department of Health, 
in writing, at least 10 working days prior to commencement of demolition 
work.  The Contractor shall prepare the "Demolition/Renovation Notification 
Form" and obtain signature of an authorized person from the building (to be 
demolished) owner's environmental office.  The Contractor shall allow at 
least 10 working days for obtaining signature from the authorized person.  
The Contractor is responsible to mail the signed notification form by 
certified mail with return receipt requested.  A copy of the signed 
notification and a copy of the return receipt shall be provided to the 
Contracting Officer Representative (COR) and the authorized person.  In 
Texas, in compliance the Texas Asbestos Hazard Protection Rules (TAHPA), 
Section 295.61,  this notification process is necessary prior to demolition 
of building structures with or without Asbestos Containing Material.  The 
notification form is available on 
http://www.tdh.texas.gov/beh/asbestos/1298newform.doc 

1.2   APPLICABLE CRITERIA

In order to prevent and to provide for abatement and control of any 
pollution or environmental problems arising from the activities of the 
Contractor and subcontractors in the performance of this contract, they 
shall comply with all applicable Federal, State, and local laws, and 
regulation concerning environmental pollution control and abatement.

Work shall be accomplished within the guidance and limitations established 
by the following:

a.  The National Environmental Policy Act of 1969, PL 91-190.

b.  The Clean Air Act, November 1990 as amended.

c.  The Federal Water Pollution Control Act, December 1977 as amended, 
PL 95-271.

d.  The Safe Drinking Water Act of 1977, PL 95-190.

e.  The Noise Control Act of 1972, PL 95-574.

f.  Federal Insecticide, Fungicide and Rodenticide Act Amendments, 
1972, PL 92-516.

g.  Toxic Substances control Act, 1976, PL 94-469.

h.  Resource Conservation and Recovery Act of 1976, PL 94-580.

i.  Solid Waste Disposal Act Amendments of 1980, as amended, PL 96-482.

j.  Title 40, Code of Federal Regulations, Part 260-265, Hazardous 
Waste Management System, 1980, and Part 761, Polycholorinated Biphenyls 
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(PCBs), 1988.

k.  Texas Solid Waste Disposal Act, Article 4477-7 of the Revised Civil 
Statutes, effective September 1, 1981.

l.  Texas Water Quality Act, 1967, as revised.

m.  Clean Water Act (40CFR120).

n.  Water Conservation Policy for Lackland AFB (May 2000).

o.  Soil & Water Management Plan for Lackland AFB.

1.3   SUBMITTALS

In addition to the Environmental Protection Plan specified above in 
paragraph GENERAL REQUIREMENTS, the following shall be submitted to the 
Contracting Officer:

Storm Water Pollution Prevention Plan

Submit a copy of the Contractor's Pollution Prevention Plan (SWPPP) 
developed in accordance with PART 1 paragraph "Storm Water Pollution 
Prevention Plan" and the Environmental Protection Agency's storm water 
discharge regulations.

Hazardous Substance Reporting

The Contractor shall submit a copy of the attached Emergency Planning and 
Community Right to Know notification and other reports to the Contracting 
Officer and to the Facility Emergency Coordinator (FEC) as specified in 
PART 1 paragraph EMERGENCY PLANNING AND COMMUNITY RIGHT-TO-KNOW 
REQUIREMENTS. 

1.4   LAND RESOURCES

The Contractor shall confine all activities to areas defined by the 
drawings and specifications.  Prior to the beginning of any construction, 
the Contractor shall identify the land resources to be preserved within the 
work area.  Except in areas indicated on the drawings or specified to be 
cleared, the Contractor shall not remove, cut, deface, injure, or destroy 
land resources including trees, shrubs, vines, grasses, topsoil, and land 
forms without permission.  No ropes, cables, or guys shall be fastened to 
or attached to any trees for anchorage unless specifically authorized. 
Where such emergency use is permitted, the Contractor shall provide 
effective protection for land and vegetation resources at all times as 
defined in the following subparagraphs.  Stone, earth or other material 
displaced into uncleared areas shall be removed.

1.4.1   Work Area Limits

Prior to any construction, the Contractor shall mark the areas that need 
not be disturbed under this contract.  Isolated areas within the general 
work area which are to be saved and protected shall also be marked or 
fenced.  Monuments and markers shall be protected before construction 
operations commence.  Where construction operations are to be conducted 
during darkness, the markers shall be visible.  The Contractor's personnel 
shall be knowledgeable of the purpose for marking and/or protecting 
particular objects.
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1.4.2   Landscape

Trees, shrubs, vines, grasses, land forms and other landscape features 
indicated and defined on the drawings to be preserved shall be clearly 
identified by marking, fencing, or wrapping with boards, or any other 
approved techniques.

1.4.3   Unprotected Erodible Soils

Earthwork brought to final grade shall be finished as indicated.  Side 
slopes and back slopes shall be protected as soon as practicable upon 
completion of rough grading.  All earthwork shall be planned and conducted 
to minimize the duration of exposure of unprotected soils.  Except in cases 
where the constructed feature obscures borrow areas, quarries, and waste 
material areas, these areas shall not initially be totally cleared.  
Clearing of such areas shall progress in reasonably sized increments as 
needed to use the developed areas as approved by the Contracting Officer.

1.4.4   Disturbed Areas

The Contractor shall effectively prevent erosion and control sedimentation 
through approved methods including, but not limited to, the following:

a.  Retardation and control of runoff.  Runoff from the construction 
site or from storms shall be controlled, retarded, and diverted to 
protected drainage courses by means of diversion ditches, benches, 
berms, and by any measures required by area wide plans under the 
Clean Water Act.

b.  Erosion and sedimentation control devices.  The Contractor shall 
construct or install temporary and permanent erosion and 
sedimentation control features as indicated on the drawings.  
Berms, dikes, drains, sedimentation basins, grassing, and mulching 
shall be maintained until permanent drainage and erosion control 
facilities are completed and operative.

c.  Sediment basins.  Sediment from construction areas shall be 
trapped in temporary or permanent sediment basins in accordance 
with the drawings. The basins shall accommodate the runoff of a 
local 5 year storm.  After each storm, the basins shall be pumped 
dry and accumulated sediment shall be removed to maintain basin 
effectiveness.  Overflow shall be controlled by paved weirs or by 
vertical overflow pipes.  The collected topsoil sediment shall be 
reused for fill on the construction site, and/or stockpiled for 
use at another site.  The Contractor shall institute effluent 
quality monitoring programs as required by State and local 
environmental agencies.

1.4.5   Contractor Facilities and Work Areas

The Contractor's field offices, staging areas, stockpile storage, and 
temporary buildings shall be placed in areas designated on the drawings or 
as directed by the Contracting Officer.  Temporary movement or relocation 
of Contractor facilities shall be made only when approved.  Borrow areas 
shall be managed to minimize erosion and to prevent sediment from entering 
nearby waters.  Spoil areas shall be managed and controlled to limit spoil 
intrusion into areas designated on the drawings and to prevent erosion of 
soil or sediment from entering nearby waters.  Spoil areas shall be 
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developed in accordance with the grading plan indicated on the drawings. 
Temporary excavation and embankments for plant and/or work areas shall be 
controlled to protect adjacent areas from despoilment.

1.4.6   Temporary Excavation and Embankments

If the Contractor proposes to construct temporary roads or embankments and 
excavations for plant and/or work areas, he shall submit the following for 
approval at least thirty (30) days prior to scheduled start of such 
temporary work:

  a.  A layout of all temporary roads, excavations, and embankments to be 
constructed within the work area.

  b.  Details of road construction and stabilization.

  c.  Details of the completed quarry or borrow excavation.

  d.  Plans and cross sections of proposed embankments and their 
foundations, including a description of proposed materials and methods of 
embankment stabilization.

  e.  A landscaping plan prepared by a competent landscape architect 
showing the proposed restoration of the area.  Removal of any necessary 
trees and shrubs outside the limits of required clearing or quarry, borrow, 
or waste areas shall be indicated.  The plan shall also indicate location 
of required guard posts or barriers required to control vehicular traffic 
passing close to trees and shrubs to be maintained undamaged.  The plan 
shall provide for the obliteration of construction scars as such and shall 
provide for a reasonably natural appearing final condition of the area.  
Modification of the Contractor's plans shall be made only with the written 
approval of the Contracting Officer.  No unauthorized road construction, 
excavation or embankment construction (including disposal areas) will be 
permitted.

       f.  A revision of the Pollution Prevention Plan to include temporary 
excavation and embankments.

1.5   WATER RESOURCES

The Contractor shall keep construction activities under surveillance, 
management, and control to avoid pollution of surface and ground waters.  
Toxic or hazardous chemicals shall not be applied to soil or vegetation 
when such application may cause contamination of the fresh water reserve.  
Monitoring of water areas affected by construction shall be the 
Contractor's responsibility.  All water areas affected by construction 
activities shall be monitored by the Contractor.

The Contractor shall not pollute storm or sewer lines, or swales with 
fuels, oils, bitumens, calcium chloride, acid, construction wastes, or 
other harmful materials.  It is the responsibility of the Contractor to 
investigate and comply with all applicable Federal, State, County and 
Municipal laws concerning pollution of river and streams.  

1.5.1   Washing and Curing Water

Waste waters directly derived from construction activities shall not be 
allowed to enter water areas.  Waste waters shall be collected and placed 
in retention ponds where suspended material can be settled out or the water 
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evaporates to separate pollutants from the water.  Analysis shall be 
performed and results reviewed and approved before water in retention ponds 
is discharged.

1.5.2   Stream Crossings

Stream crossings shall allow movement of materials or equipment without 
violating water pollution control standards of the Federal, State or local 
government.

1.5.3   Fish and Wildlife

The Contractor shall minimize interference with, disturbance to, and damage 
of fish and wildlife.  Species that require specific attention along with 
measures for their protection shall be listed by the Contractor prior to 
beginning of construction operations.

1.5.4   Storm Water Pollution Prevention Plan

For project sites greater than 5 acres in size (including all temporary 
access roads, trailer sites, storage areas, and any other disturbed area 
associated with the project), the Contractor shall develop a Storm Water 
Pollution Prevention Plan (SWPPP) and complete a Notice of Intent (NOI) for 
Storm Water Discharges as required for an NPDES General Permit administered 
by the Environmental Protection Agency (EPA).  The Contractor's detailed 
SWPPP shall be developed within the guidelines of the basic SWPPP provided 
in Section 01421 OUTLINE OF A DETAILED STORM WATER POLLUTION PREVENTION PLAN. 
 The Contractor shall submit his NOI to EPA not later than 48 hours prior 
to start of work.  A dated copy of the Contractor's SWPPP and NOI shall be 
submitted to the Contracting Officer prior to commencement of construction 
activities.  In addition, the Contractor shall post a copy of the Corps' 
NOI, the Contractor's NOI, and a brief project description on the project 
bulletin board.  For the project description, the Contractor may use 
Section 1.1 of the SWPPP or write a brief description.

The plan shall be coordinated with the base environmental office (37 
CES/CEV) prior to implementation.

1.6   AIR RESOURCES

Equipment operation and activities or processes performed by the Contractor 
in accomplishing the specified construction shall be in accordance with the 
State's rules and all Federal emission and performance laws and standards.  
Ambient Air Quality Standards set by the Environmental Protection Agency 
shall be maintained.  Monitoring of air quality shall be the Contractor's 
responsibility.  All air areas affected by the construction activities 
shall be monitored by the Contractor.  Monitoring results may be 
periodically reviewed by the Government to ensure compliance.

1.6.1   Particulates

Dust particles; aerosols and gaseous by-products from construction 
activities; and processing and preparation of materials, such as from 
asphaltic batch plants; shall be controlled at all times, including 
weekends, holidays and hours when work is not in progress.  The Contractor 
shall maintain excavations, stockpiles, haul roads, permanent and temporary 
access roads, plant sites, spoil areas, borrow areas, and other work areas 
within or outside the project boundaries free from particulates which would 
cause the air pollution standards to be exceeded or which would cause a 

SECTION 01411  Page 9



Lackland AFB FY00/01/02 Dormitories LK00D
ACCOMPANYING AMENDMENT NO. 0006 TO SOLICITATION NO. DACA63-02-R-0009

hazard or a nuisance.  Sprinkling, chemical treatment of an approved type, 
light bituminous treatment, baghouse, scrubbers, electrostatic 
precipitators or other methods will be permitted to control particulates in 
the work area.  Sprinkling, to be efficient, must be repeated to keep the 
disturbed area damp at all times.  The Contractor must have sufficient, 
competent equipment available to accomplish these tasks.  Particulate 
control shall be performed as the work proceeds and whenever a particulate 
nuisance or hazard occurs.  See Section 01561 DUST CONTROL for additional 
requirements.

1.6.2   Hydrocarbons and Carbon Monoxide

Hydrocarbons and carbon monoxide emissions from equipment shall be 
controlled to Federal and State allowable limits at all times.

1.6.3   Odors

Odors shall be controlled at all times for all construction activities, 
processing and preparation of materials.

1.6.4   Sound Intrusions

The Contractor shall keep construction activities under surveillance and 
control to minimize environment damage by noise.  The Contractor shall 
comply with the provisions of the State of Texas rules.

1.7   WASTE DISPOSAL

Disposal of wastes shall be as specified in Volume II DESIGN AND 
PERFORMANCE REQUIREMEMTS and as specified below.  All waste, debris, and 
soil leaving the Base shall be manifested.

1.7.1   Solid Wastes

Solid wastes (excluding clearing debris) shall be placed in containers 
which are emptied on a regular schedule.  Handling and disposal shall be 
conducted to prevent contamination.  Segregation measures shall be employed 
so that no hazardous or toxic waste will become co-mingled with solid 
waste.  A  Government landfill site is on base but its use shall be as  
directed by the Base Environmental Coordinator (37 CES/CEV).  All or some 
waste may be required to be transported off Government property.  The 
Contractor shall coordinate the waste classification and disposal with the 
base environmental office (37 CES/CEV).    The Contractor shall comply with 
Federal, State, and local laws and regulations pertaining to management of 
waste.

1.7.2   Chemical Wastes

Chemicals shall be dispensed ensuring no spillage to ground or water.  
Periodic inspections of dispensing areas to identify leakage and initiate 
corrective action shall be performed and documented.  This documentation 
will be periodically reviewed by the Government.  Chemical waste shall be 
collected in corrosion resistant, compatible containers.  Collection drums 
shall be monitored and removed to a staging or storage area when contents 
are within  6 inches of the top.  Wastes shall be disposed of in accordance 
with Federal and local laws and regulations.

1.7.3   Hazardous Wastes
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The Contractor shall take sufficient measures to prevent spillage of 
hazardous and toxic materials during dispensing and shall collect waste in 
suitable containers observing compatibility.  The Contractor shall 
transport hazardous waste off Government property and dispose of it in 
compliance with Federal and local laws and regulations and in coordination 
with the base environmental office (37 CES/CEV).  Spills of hazardous or 
toxic materials shall be immediately reported to the Contracting Officer 
and the base environmental office (37 CES/CEV).  Cleanup and cleanup costs 
due to spills shall be the Contractor's responsibility.

1.7.4   Burning

Burning will not be permitted.

1.8   HAZARDOUS AND/OR TOXIC MATERIALS

1.8.1   Hazardous Materials

A hazardous material is one that poses an unreasonable risk to the health 
and safety of the public, and/or the environment if not properly controlled 
during the handling, storage, manufacture, processing, packaging, use, 
disposal, or transportation.  Hazardous materials may be elements or 
compounds, and can be found as gases, solids, liquids, or combination of 
these.

1.8.2   Material Safety Data Sheets (MSDS) 

Any and all hazardous/toxic materials brought to the job site shall require 
the completion of the Material Safety Data Sheets (MSDS) (Re:  DFARS 
252.223-7004) as directed by the clause entitled Hazardous Material 
Identification and Material Safety Data.  A listing of hazardous materials 
is provided in FS 313.  The list of materials below, identified by Federal 
Supply Class and the particular section in
which the material appears, is an anticipated listing and does not release 
the Contractor from identification, proper handling of hazardous/toxic 
materials, and submittal of the appropriate MSDS to assure adequate safety 
and protection of life and property for all hazardous/toxic materials 
brought to the job site.

Section       Federal Supply Class Description

00900, 02050    1375   Demolition Materials

09250, 09510  5610     Mineral Construction Materials, Bulk

09900       6810   Chemicals

09900       6850   Miscellaneous Chemical Specialties

09900       7930   Cleaning and Polishing Compounds and
                             Preparations

09900       8010   Paints, Dopes, Varnishes, and Related Products

07920       8030     Preservatives and Sealing Compounds

09900        9160    Miscellaneous Waxes, Oils, and Fats
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1.8.3   Air Force Occupational Safety Health Standards

Air Force Occupational Safety Health Standard 161-21 Hazard Communications, 
also requires the Contractor to provide Material Safety Data Sheets (MSDS) 
for all chemicals being used at Lackland Air force Base (LAFB).  The 
Contractor shall forward legible copies to LAFB Bio-Environmental 
Engineering Services at 59 MDW/ISAB, Building  5075, Phone 671-3351, 
through the Contracting Officer.

1.8.4   Waste material

Waste material is defined as any material for which no use or reuse is 
intended and which is to be discarded.

1.8.5   Hazardous Waste and Texas Regulated Waste

A hazardous waste is any solid, liquid, or contained gaseous material that 
you no longer use, and either recycle, throw away, or store until you have 
enough for treatment or disposal.  A waste is considered hazardous if it 
meets the definition in 40 CFR 261 and it is ignitable (easily combustible 
or flammable reaction with other materials); corrosive (dissolves metals 
and other materials, or burns skin); reactive (violent chemical); and toxic 
(leaches toxic constitutes such as heavy metals, pesticides, or other 
organic compounds).  A waste is regulated in Texas if it meets the 
definition of Class I or II in 30 TAC 335.

1.8.5.1   Fluorescent lamps

Fluorescent lamps which contain mercury shall be recycled through a 
recycling center.  Store fluorescent lamps in the same boxes that held the 
replacement lamps or in other similar-size containers.  Box spacers shall 
be used to prevent lamp breakage.

The recycling centers are dedicated to provide turn-key transportation 
service direct from construction sites to their facilities.  Furnish a 
certificate or recycling with the invoice assuring the mercury containing 
lamps have been processed.

1.8.5.2   Fluorescent light ballasts

Fluorescent light ballasts and small devices such as capacitors may or may 
not contain polychlorinated biphenyl (PCB) which is a toxic chemical.  
Contractor shall properly identify all light ballasts by removing each 
light fixture and checking the manufacturer's date on the back of the 
ballast.  Any ballasts with a date of 1980 (80) or after will be non-PCB 
ballast or the label on the front of the ballast shall be checked for the 
words "non-PCB".  The non-PCB ballasts shall be disposed of by contractor 
as regular waste.  The PCB ballasts shall be disposed of by contractor as 
hazardous waste.  The PCB ballasts shall be put on department of 
transportation (DOT) containers and a PCB label affixed to the container 
before shipment.  Disposal shall be coordinated with the base environmental 
office (37 CES/CEV).

1.8.6   Disposal

Hazardous waste, containers, Texas regulated waste, or components thereof, 
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shall be disposed of in a permitted hazardous waste disposal site only; no 
other location shall be utilized for such disposal.  Only hazardous waste 
sites which are permitted by the US Environmental Protection Agency, the 
State of Texas, or the state in which the disposal will occur, shall be 
utilized for such disposal actions.  Coordination with Base Environmental 
Coordinator (37 CES/CEV) for disposal/storage activities is mandatory prior 
to disposal.

1.8.6.1   Hazardous Waste Disposal

Hazardous waste generated as a result of the contract action, is the 
Contractor's responsibility to be disposed of at Contractor's expense and 
no separate or direct payment shall be made and the cost shall be 
considered incidental to and included in the contract price(s).  All 
disposal actions shall be accomplished and in compliance with the "Manifest 
System" for shipment and ultimate disposal.  The Contractor shall ensure 
that such transporting and disposal are in strict compliance with the 
established criteria (40 CFR Parts 260 thru 265 and 761).  A copy of the 
completed manifest shall be provided to the 37 CONS/LGCC and the 37 
CES/CEV, Base Environmental Flight.  Copies of the appropriate criteria are 
available from the 37 CES/CEV in building 5460.  Any and all fines, 
penalties, or cost incurred as a result of improper disposal shall be paid 
by the Contractor.

1.8.6.2   "Manifest System"

Disposal actions shall be accomplished in compliance with the "Manifest 
System" for shipment and ultimate disposal.  The Contractor shall ensure 
that such transporting and disposal are in strict compliance with the 
established criteria (40 CFR Parts 260 thru 265 and 761).  The manifest 
will be signed by the base environmental coordinator (37 CES/CEV) and a 
copy of the completed manifest as well as a final copy from the disposal 
facility shall be provided to the Base Environmental Coordinator and 
Contract Administrator.  Copies of the appropriate criteria are available 
from the Base Environmental Coordinator and assistance/guidance to ensure 
compliance will be provided upon request.

1.8.6.3   Fines, Penalties, or Costs

Any fines, penalties, or costs incurred as a result of improper disposal by 
the Contractor shall be paid at his expense.

1.8.7   Notification

In case of an incident or spill caused by the contractor that involves a 
hazardous material(s) as defined by 40 CFR 302.4-302.5 or hazardous 
waste(s) as defined by 40 CFR 261, the contractor shall notify immediately 
the Lackland AFB Fire Department 911 or 671-0911 with the used of a 
cellular telephone.  Contractor shall provide the spill material (with MSDS 
sheets), incident report, amount, and location.  Within 24 hours of the 
incident the contractor shall provide a spill incident report detailing the 
following:

a) Date and time of the incident.
b) Date and time of Fire Department notification.
c) Material/Waste spilled (include MSDS(s).
d) The estimated quantity spilled.
e) The location (8 1/2"x11" Site Map).
f) The probable cause for spill.
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g) Any reported injuries.
h) Any containment procedures implemented.
i) Disposition of all materials/wastes spilled, i.e. cleaned up, 
absorbed in soil, discharged to sanitary sewer, etc.

In the event that the spill cannot be cleaned up by the Contractor, 
Lackland AFB emergency response personnel will clean it up and the 
Contractor will be responsible for reimbursement to the Government for all 
costs associated with the response/cleanup action.

1.8.8   Soil & Water Management Plan

All soil at the project site shall be managed in accordance with the 
Lackland Air Force Base Soil & Water Management Plan.  This plan provides 
procedures for the identification and handling of soil, water, and 
associated materials, including, but not limited to construction debris, 
generated during construction and maintenance activities that may require 
special handling due to the constituents of the soil.  This Plan is 
applicable to all construction or maintenance activities, including utility 
service activities, conducted on Lackland Air Force Base.

1.9   HISTORICAL, ARCHAEOLOGICAL, AND CULTURAL RESOURCES

Historical, archeological, and cultural resources are not anticipated to be 
found within the area covered by this project.  Should an area of concern 
be identified during construction, the contractor shall take precautions to 
preserve all such resources as they existed at the time they were first 
pointed out.  The Contractor shall provide and install protection for these 
resources and be responsible for their preservation during the life of the 
contract.  If during excavation or other construction activities any 
previously unidentified or unanticipated resources are discovered or found, 
all activities that may damage or alter such resources shall be temporarily 
suspended.  Resources covered by this paragraph include but are not limited 
to: any human skeletal remains or burials; artifacts; shell, midden, bone, 
charcoal, or other deposits; rocks or coral alignments, pavings, wall, or 
other constructed features; and any indication of agricultural or other 
human activities.  Upon such discovery or find, the Contractor shall 
immediately notify the Contracting Officer.  While waiting for instructions 
the Contractor shall record, report, and preserve the finds by installing 
protective devices such as off limits markings, fencing, barricades or 
other devices until the proper authorities have be notified.  The 
Contractor shall leave the archeological find undisturbed and shall flag an 
area of 50 feet radius around the find.  Any work required to preserve or 
protect these finds will be accomplished by change order under the clause 
entitled Changes of the CONTRACT CLAUSES.

1.10   POST CONSTRUCTION CLEANUP

The Contractor shall clean up all areas used for construction.

1.11   RESTORATION OF LANDSCAPE DAMAGE

The Contractor shall restore landscape features damaged or destroyed during 
construction operations outside the limits of the approved work areas.

1.12   MAINTENANCE OF POLLUTION FACILITIES

The Contractor shall maintain permanent and temporary pollution control 
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facilities and devices for the duration of the contract or for that length 
of time construction activities create the particular pollutant.

1.12.1   Storm Water Pollution Prevention Plan

For construction sites covered by a General Construction Permit for Storm 
Water Discharges, the Contractor's quality control organization shall 
inspect pollution control structures and activities a minimum of once every 
seven calendar days and within 24 hours after any storm event of greater 
than  1/2 inch until final stabilization is achieved.  A sample Inspection 
and Maintenance Report form is included in Section 01421 OUTLINE OF A 
DETAILED STORM WATER POLLUTION PREVENTION PLAN (SWPPP).  An inspection 
report for each inspection shall be retained on site by the Contractor.  In 
addition, the Contractor shall furnish a copy of each report to the 
Contracting Officer.  When the inspection reveals inadequacies, the 
pollution prevention measures in the Contractor's Pollution Prevention Plan 
must be revised and changes implemented within seven days after the 
inspection.  After final stabilization has been achieved, the Contractor 
shall inspect the site once a month until final inspection and project 
acceptance by the Corps.  After project acceptance, the Contractor shall 
halt all inspections and shall independently submit a Notice of Termination 
(NOT) to TNRCC andEPA for the general construction.

1.13   TRAINING OF CONTRACTOR PERSONNEL

The Contractor's personnel shall be trained in all phases of environmental 
protection.  The training shall include methods of detecting and avoiding 
pollution, familiarization with pollution standards, both statutory and 
contractual, and installation and care of devices, vegetative covers, and 
instruments required for monitoring purposes to ensure adequate and 
continuous environmental pollution control.

1.14   SOIL & WATER MANAGEMENT PLAN

See ATTACHMENT J - LACKLAND AFB SOIL & WATER MANAGEMENT PLAN[AM #0006]

1.15   EMERGENCY PLANNING AND COMMUNITY RIGHT-TO-KNOW REQUIREMENTS

The Contractor shall comply with the requirements of Sections 301 through 
312 of the Emergency Planning and Community Right-to-Know Act (EPCRA), also 
known as Superfund Amendments and Reauthorization Act (SARA) Title III, as 
published in 40 CFR Part 355.  The Contractor shall also comply with all 
state regulations and procedures which result from EPCRA and the hazard 
communication program requirements of COE EM 385-1-1.   The following 
planning and reporting requirements involve the Contractor's reporting 
requirements but are not all inclusive; i.e. transport regulations are not 
addressed.  It is the Contractor's responsibility to comply with all 
Federal, state, and local emergency planning and reporting requirements.

1.15.1   Definitions and Acronyms

1.15.1.1   CERCLA Hazardous Substance (CHS)

A CERCLA Hazardous Substance (CHS) is any substance listed in Section 
101(14) of the Comprehensive Environmental Response, Compensation, and 
Liability Act, also referred to as Superfund; the list of substances also 
appears in Table 302.4 of 40 CFR 302.

1.15.1.2   Contracting Officer (CO)
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For purposes of the Emergency Planning and Community Right-to-Know Act 
(EPCRA), the Contracting Officer (CO) will be considered the site owner or 
operator's construction representative.

1.15.1.3   Extremely Hazardous Substance (EHS)

An Extremely Hazardous Substance (EHS) is any substance listed in 
Appendices A and B of 40 CFR 355.

1.15.1.4   Facility Emergency Coordinator (FEC)

Facility Emergency Coordinator (FEC) is the representative of the facility 
Owner or Operator.  The Contractor shall identify the FEC and notify the 
FEC as described below each time the Contractor brings a hazardous 
substance onto the construction site.

1.15.1.5   Hazardous Chemical Substance (HCS)

A Hazardous Chemical Substance (HCS) is any substance defined as hazardous 
under 29 CFR 1910.1200, with exceptions as listed in 40 CFR 370.2; 
generally any substance with a Material Safety Data Sheet (MSDS).

1.15.1.6   Reportable Quantity (RQ)

Reportable Quantity (RQ) is a specified minimum amount of a CHS or an EHS 
which, if released, must be reported immediately to the FEC.  The RQ for a 
CHS is listed in Table 302.4 of 40 CFR 302; the RQ for an EHS is 0.45 kg (1 
pound).

1.15.1.7   Threshold Planning Quantity (TPQ)

Threshold Planning Quantity (TPQ) is a specified minimum amount of an EHS 
which, if brought onto the construction site, must be reported within a 
stated time to the FEC.  The TPQ for an EHS is listed in Appendices A and B 
of 40 CFR 355 or is the quantity published in state code, whichever is less.

1.15.2   Hazardous Substance Reporting

Whenever a HCS or an EHS substance is brought onto the construction site, 
the Contractor shall submit the attached reporting form to the FEC, the 
fire department with jurisdiction over the site, and the Contracting 
Officer as described below:

  a. within 5 days for an EHS substance which (1) equals or exceeds its 
TPQ, or (2) is a solid or liquid weighing 225 kg (500 pounds) or more, 
whichever is less, or

  b. within 10 days for a HCS substance which equals or exceeds 10,000 
pounds for a solid or 55 gallons for a liquid.

1.15.3   Emergency Release Notification for Listed Hazardous Substances

The Contractor shall immediately notify the FEC and the Contracting Officer 
if there is a release of an EHS or a CHS substance whose quantity equals or 
exceeds its RQ.

1.15.3.1   Emergency Notification Information
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Emergency notifications shall consist of the following information:

  a. The Contractor's name, the name and telephone number of the person 
making the report, and the name and telephone number of the Contractor's 
contact person;

  b. The chemical name and identification; 

  c.  An estimate of the quantity released;

  d.  The location of the release;

  e.  The time and duration of the release;

  f.  The medium receiving the release (air, land, water);

  g.  Known acute or chronic health risks;

  h.  Medical advice when necessary; and

  i.  Recommended community precautions.

1.15.3.2   Follow-Up Notice

Within 5 days of the release, a written follow-up notice of the release 
shall be provided to the FEC and the Contracting Officer.  The written 
notice shall update information provided in the initial report, provide 
detailed information on the response actions taken, and provide advice 
regarding medical attention necessary for exposed individuals.

1.15.3.3   State EPCRA Agency

The Contractor may call the following agency for information about EPCRA 
requirements:

   Texas Department of Health
   Hazard Communication Branch
   West 49th Street
   Austin, Texas  78756
   Telephone Numbers:   1-800-452-2791 (inside Texas)
                          512-834-6603 (outside Texas)

1.16   FORMS

The EMERGENCY PLANNING COMMUNITY RIGHT TO KNOW NOTIFICATION form is 
attached to the end of this Section.

PART 2   PRODUCTS (NOT USED)

PART 3   EXECUTION (NOT USED)

        -- End of Section --
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State of                      

EMERGENCY PLANNING COMMUNITY RIGHT TO KNOW 
NOTIFICATION FORM

Date                 

This is a notification that the facility named below stores or has stored a Hazardous Chemical
Substance (HCS) or an Extremely Hazardous Substance (EHS) as listed in Section 302(c), Title III of
SARA - Emergency Planning and Community Right-to-Know Act of 1986.

INSTRUCTIONS:  Print or type all information, except signature.

                                                                                                                                       
Name of Construction Facility Storage Location of HS/EHS
                                                                                                                                         
Address Facility Emergency Coordinator
                                                                                                                                       
City                           State     Zip Code Telephone Number
                                                                                                                                        
Name and Company of Person Signature of Person Completing Form
Completing Form 

CHEMICAL DESCRIPTION CHEMICAL CHARACTERISTICS

                                                                            Description Hazard
Product Name
                                                                     [   ]   Pure [   ]   Fire
Chemical Name(s)
                                                                     [   ]   Mixture [   ]   Pressure
CAS Number(s)
                                                                     [   ]   Solid [   ]   Reactivity
Maximum Quantity On-Site
                                                                     [   ]   Liquid [   ]   Acute
Average Daily Quantity On Site

[   ]   Gas [   ]   Chronic

FOR EHS or CHS TYPE OF HAZARDOUS SUBSTANCE

[   ]   EHS [   ]   CHS

                                                                     
Threshold Planning Quantity
                                                                     
Reportable Quantity



ACCOMPANYING AMENDMENT NO. 0006 TO SOLICITATION NO. DACA63-02-R-0009 

 
 
 
 
 
 

ATTACHMENT I 
 

DORMITORY DESIGN GUIDE 



Facility Design Guide for

Enlisted Dormitories

June 1997

Department of the Air Force



Enlisted Dormitories

2

Page

C.Building Systems
1. Structural 43
2. Heating, Ventilation, and Air Conditioning

(HVAC) 44
3. Plumbing 45
4. Electrical/Communications 46
5. Fire Protection/Life Safety 46
6. Acoustics 47
7. Architectural Systems 48

CHAPTER 4:   Functional Area and
              Space Criteria

A.  General
1. Functional Areas 49
2. Basic Requirements 49
3. Basic Configurations 49
4. Applicability 50

B.  Residential Areas
1. Living/Bedroom Area 50
2. Vanity Area 55
3. Bathroom 55
4. In-Room Storage 57
5. Kitchen 57

C.  Recreation/Community Areas
1. Consolidated Support Facilities 60
2. Multi-purpose Space and Gamerooms 61

D.  Service Areas
1. Laundry Rooms 61
2. Mail Service 63
3. Vending Area 63
4. Bulk Storage 63
5. Administration Area 64
6. Utility Space 64
7. Visitor Toilets 64
8. Circulation Space 64

CHAPTER 5:  Vision 2020

A.  Program Definition
1. Significant Changes 66
2. Current Status 66
3. Basis of Report 66

B.  The New Vision
1. Private Apartments 66
2. Existing Inventory 66
3. Planning for the Future 66

CHAPTER 1:  Introduction       Page

A. Purpose
1. Contents 3
2. Use and Intentions 3
3. Quality 3
4. Goal 3

B. Scope and Customers
1. Application 4
2. Limitations 4
3. Criteria Development 4
4. Project Development Stages 4

CHAPTER 2:  Programming

A.  Functions
1. Residential 5
2. Recreation/Community 5
3. Service 5

B.  Parameters
1. Planning Considerations 6
2. Proximity 6

C.  Allowances, Types, and Modules
1. Established Criteria 6
2. Recommended Spaces and Sizes 8
3. Net Living Area 8
4. Gross Module Area 10
5. Gross Building Area 10
6. Example 21

D. Site Selection Process
1. Team Composition 23
2. Evaluation Criteria 23

E.  Special Project Costs
1. Cost factors 24

CHAPTER 3:  Overall Project Design

A. Site Planning
1. Siting Requirements 27
2. Circulation 29
3. Parking 30
4. Grading 30
5. Utility Corridors 32
6. Site Amenities 32
7. Landscape Design 33

B.  Building Design
1. Organization and Circulation 35
2. Architectural Character and Scale 37
3. Management 38
4. Privacy 38
5. Flexibility and Expansion Potential 38
6. Interior Design 38
7. Access for Persons with Disabilities 42
8. Special Considerations for Renovations 42



Enlisted Dormitories

3

Chapter 1
Introduction
A.  Purpose

1.  Contents
This design guide provides the basic criteria to

plan, program and design Air Force enlisted perma-
nent party dormitories.  It presents guidance for de-
velopment of enlisted dormitories taking into account
local program operations and requirements.  This
guide expands upon and details the principles of two
prefacing documents:  the Commander�s Guide for
Installation Development and Airmen Communities.
The guide also takes into account the preliminary
findings of the Airmen�s Community Survey con-
ducted by the Air Force and the Army.  The criteria
herein applies to new enlisted dormitories and major
enlisted dormitory renovations.    At time of print-
ing, separate design standards that apply to basic
trainee barracks, pipeline student dormitories, and
transient visiting airmen's quarters are under devel-
opment.

This design guide provides guidance on the new
Office of the Secretary of Defense (OSD) dormitory
design standard, called the "1+1" standard because it
features two private sleeping rooms.  The Secretary
of Defense approved the new standard on 6 Novem-
ber 95, and the Military Services were given author-
ity to submit FY 96 and later MILCON unaccompa-
nied housing projects with 1+1 standards.  This guide
incorporates the latest 1+1 design guidance found in
draft OSD guidance and the HQ USAF/CE policy
letter dated 16 February 95.  As additional guidance
is received from OSD and Air Staff, it will be in-
cluded in updates of this guide.

2.  Use and Intentions
This document is for use by:

• Base Civil Engineers
• Community Planners
• Programmers
• Housing Managers
• Major Command and Headquarters
• Architects
• Landscape architects
• Interior designers
• Engineers.

This guide is intended to promote a better un-
derstanding of enlisted dormitory requirements and
design criteria.

3.  Quality
Air Force facilities project quality by their ap-

pearance, ambiance,  and their fulfillment of func-
tional requirements and mission objectives.  Quality
is derived from a professional commitment by us-
ers, planners, programmers, and designers to achieve
understated excellence through the delivery of com-
plete and  usable facilities.  To achieve quality re-
sults, the proposed enlisted dormitory  must satisfy
the design intent, be easily maintained and present a
positive image of the Air Force in its care-taker role
of  personnel as well as the environment.

4.  Goal
This design guide serves to provide a better un-

derstanding of the many issues involved in  quality
housing for our unaccompanied enlisted personnel.
It also promotes teamwork in the project develop-
ment process.
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B.  Scope and Customers

1.  Application
This Enlisted Dormitory Design Guide is ap-

plicable to all projects in the continental United States
and overseas.  It applies to new facilities and reno-
vation projects.  It provides criteria for determining:

• Program requirements
• Site evaluation and planning
• Facility design
• Landscape design
• Interior design

2.  Limitations
This document provides information needed to

produce a program or a conceptual design for a spe-
cific project.  Use this guide in conjunction with other
Air Force and Department of Defense documents that
give related guidance.  Unique design requirements
of a specific project are addressed individually at the
local level.  This design guide is not a substitute for
programming research by the designers, and it rec-
ognizes that the major commands have their own
special requirements for their dormitories.  It does,
however, establish minimum design standards that
must be followed.  Designers  are encouraged to ex-
ceed these standards where appropriate.

3.  Criteria Development
A number of diverse groups have an interest in

the delivery of quality enlisted dormitory facilities.
Each has their own criteria for what is important,
and each plays a vital role in establishing design cri-
teria.  The following is a list of these participants:

• Unaccompanied Enlisted Personnel
• Senior Enlisted Advisors
• 1st Sergeants
• Commanders
• Designers
• Operations and Maintenance Personnel
• Housing Managements Personnel

4.  Project Development Stages
Project Initiation

Information required for preparation of DD
Form 1391, which initiates project development, is
found in this design guide.  This includes  the func-
tions, the space allowances, overall building size, site
evaluation, and special factors to consider in devel-
oping cost estimates.  This guide provides data and
criteria needed at each stage of the Air Force project
development process.

Site Selection
This is generally part of the comprehensive

planning process.  Guidance for this selection is pro-
vided in Chapter 2, Site Evaluation.

Program Definition
The Requirements Document/Project  Manage-

ment Plan (RAMP) provides the design agent and
the designer with information used in negotiating the
design contract and completing the project defini-
tion phase of the project.  The information in this
design guide provides the basis for developing the
RAMP.  This includes the space planning guidance
found in Chapter 2 plus the site design, building de-
sign and building systems concepts in Chapter 3.
Unique local requirements concerning building pro-
gram and design criteria also are included in the
RAMP.
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Design
Design drawings and data are normally prepared

in the following sequence: project definition (10-20%
design), preliminary (35-65% design), prefinal (95%
sesign), and final working drawings (100% design).
Often, when project definition is approved, prelimi-
nary design submittals are omitted and the designers
are directed to proceed to prefinals.  Project defini-
tion designs must conform to the overall project de-
sign considerations in Chapter 3.  Commands must
provide copies of  all concept designs for enlisted
dormitory projects with the new 1+1 standard to HQ
AFCEE/DG.  Include typical module plans, overall
building plans, and module furnishing layouts.  Show
critcical dimensions and calculations reflecting com-
pliance with 1+1 design criteria.  These concept sub-
missions will allow the Air Force Design Group to
build a library of good 1+1 designs which will be
crossfed to MAJCOMs and the Air Staff.

Chapter 2
Programming

A.  Functions

The following  basic functional  activities must
be addressed in enlisted personnel  dormitories.
These three basic functional categories are interac-
tive,  and designers must fully understand the rela-
tionships between the categories.  The designer must
take a holistic approach to creating a fully integrated
facility.  The three basic functional categories are:

1.  Residential
• Sleeping
• Personal hygiene
• Personal study
•     Food preparation and dining
• Personal storage
• Indoor relaxation
• Personal cooking and dining

2.  Recreation/Community
• Television viewing
• Fitness/workout rooms
• Room games
• Outdoor sports
• Outdoor relaxation areas

(These include individual and
group activities.)

3.  Service
• Laundry
• Mail delivery
• Vending
• Bulk storage
• Administrative support
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B.  Parameters

1.  Planning Considerations
Planning the facility space program must take

the following items into consideration:

••••• The current and projected resident popula-
tion served by the proposed facility

••••• The potential for retention and renovation of
existing facilities

••••• The need for additions versus complete new
construction projects

••••• Existing community facilities on base and
their adequacies relative to current and fu-
ture needs

2.  Proximity
Locate dormitories within a resonable distance

of all community facilities, such as dining facilities,
postal service centers, base exchanges, and commis-
saries. While most airmen in the United States have
cars, many in overseas locations do not. Program-
mers must address the capacity of existing commu-
nity facilities and accommodate any additional re-
quirements incurred by the proposed dormitory in-
crease.  The proximity of dormitories to community
services must be balanced with the need for quiet-
ness and privacy.

C. Allowances, Types,
and Modules

1.  Established Criteria
The area and occupancy requirements listed in

Table 1 are construction standards, not assignment
standards.  There is currently no direct correlation
between assignment standards and construction stan-
dards.  Programmers must establish the anticipated
number of occupants and the grade mix as the first
step in developing a dormitory design.  See AFH 32-
1084, latest edition, for space allowances for Air
Force Enlisted Dormitories, category code 721-312,
Enlisted Personnel Permanent Party/PCS Student
Dormitory.
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Construction Standards
Grade: E1 - E4

Net Living Area per Person: 11 m2  (118 SF)

Maximum number of persons per
module

2 (1 per side)

Kitchen and bath configuration Semi-private (shared by 2)

Table 1.  Construction Standards

Note:  At time of publication, assignment
standards were not finalized.  E-5s and above will
likely be housed off-base.  This guide therefore
focuses on grades E-1 through E-4.

Career E-4s are allowed a minimum of 12.5 m2

(135 SF) net living area in a private room configura-
tion in existing dormitories.  Career E-4s are afforded
this additional space in recognition of their long-term
commitment to the Air Force.  This is an assignment
standard only and must not be used to program or
construct new dormitories.

New enlisted dormitories must satisfy the new
construction requirements cited in Table 1.  Note that
the net living area per person in Table 1  is neither a
minimum or maximum but must be met exactly, or
to the greatest extent possible in the case of a major
renovation.  Assignment standards will most likely
change before any changes occur for construction
standards.

Enlisted dormitory major renovation projects
must satisfy the construction standards to the maxi-
mum extent possible.  Deviations are often neces-
sary due to column locations, load bearing walls, or
other pre-existing conditions.  Where deviations are
required a waiver must be obtained from HQ USAF/
ILEH.
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2.  Recomended Spaces and Sizes

Dormitories fall into three general facility types:
Type A provides access to the living units from inte-
rior double-loaded corridors, Type B provides access
to the living units from exterior balconies or side-
walks, and Type C provides access to the units in a
�garden apartment� arrangement.  Figures 2 through
10 show  typical modules for each type of facility.
These are the basic building blocks from which en-
listed dormitory programs are developed.  These
designs  are not mandatory standards, but are
provided to serve as examples and to illustrate
critical design issues.  The module layout may
vary provided the required net living area, mini-
mum dimensional clearances, and maximum
gross building area conform.  These modules are
based on a standard of 22 m2 (236 SF) net living
area per module, and should be designed to readily
convert to a private apartment as proposed in Vision
2020.  See Chapter 5.

3.  Net Living Area

Net living area is generally defined as the floor
area of the living/bedroom space, measured  to the
inside face of the room walls as indicated by the
shaded areas on Figures 1 through 9.

Provide a total of 11 m2 (118.4 SF) net living
area in each room (22 m2 or 236 SF total for each
module).  Note that this is neither a minimum or
maximum but must be met exactly, except in major
dormitory renovations.  The width of a living/bed-
room area should not be less than 2800 mm (9'-4");
a minimum width of 3048 mm (10 ft.) is recom-
mended.   It is often impossible or impractical to
satisfy this exact area and minimum width require-
ment when doing major renovation of an existing
dormitory.  When such occasions arise, the net liv-
ing area may be increased up to 5%, or 11.55 m2

(124 square feet).  In no case should the net living
area per side of a module be less than 11 m2.

A generally good method of estimating the net
living area is to measure the ceiling area of the liv-
ing/bedroom space.

Items included in net living area
calculations are:

• All door swings that encroach upon the liv-
ing/bedroom area (typical in Type B dormi-
tories).

• Mechanical equipment such as heat/air-condi-
tioning units, radiators, and base board heat-
ers.

Items excluded from net living area
calculations are:

• Items extending from floor to ceiling, which
have been boxed-in and extend into the room
from the wall plane (such as columns, pilas-
ters, vertical pipes and air ducts.)

• Where vanities occur within the living/bed-
room area, exclude the area occupied by the
vanity from the net living area calculation.

• Closets and wardrobes are no longer included
as net living area.

See Figures 1 through 10 for examples of net
living area.

Countless configurations are possible in the
design of modules, and it is impossible to describe
all configurations in this guide.  The method of mea-
suring net living area for intricate designs may re-
quire interpretation by MAJCOM or HQ AFCEE/
DCD.  Where it is necessary to deviate from this cri-
teria, MAJCOMs must obtain a waiver from HQ
USAF/ILEH.
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Boxed-in pipe or duct -
EXCLUDED

Heat and/or air-conditioning
unit - INCLUDED

Door swings - INCLUDED

Vanity - EXCLUDED

Baseboard heater -
INCLUDED

Radiator - INCLUDED

Column or pilaster -
EXCLUDED

Unenclosed pipe or duct -
INCLUDED

Closet or wardrobe -
EXCLUDED

Figure 1.  Measuring Net Living Area
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4.  Gross Module Area
Gross module area is defined as the area within

the walls comprising the perimeter of a module.  The
wall thicknesses within the perimeter walls are in-
cluded.  Vertical shafts and chases are excluded.
Gross module area is measured from the centerline
of perimeter walls shared with interior corridors,
vertical chases, or other rooms.  It is measured to the
outside face of exterior walls.  Corner rooms with
two exterior walls must have the same interior di-
mensions as other rooms even though, technically,
the gross module area for these corner rooms is
slightly more than for other rooms.  The gross mod-
ule area shall not exceed 47 m2 (506 SF), except for
the slight adjustment for corner rooms cited previ-
ously.  Also, some deviation is allowable for major
renovation projects; however, a waiver from HQ
USAF/CEH is required.  See Figure 11.

5.  Gross Building Area
Gross building area is measured to the outside

face of the exterior enclosure walls.  Do not include
normal roof overhangs in gross building area.  Nor-
mal roof overhangs are generally less than three feet
wide and are unsupported by columns.  Exterior cov-
ered areas such as balconies count as half scope and
are measured from the face of the enclosure wall to
the edge of the covered area.  Stairs and elevator
shafts count as half scope per floor that they serve.
Refer to AFH 32-1084 for more information on scope
calculation.  The gross building area for Enlisted
Dormitories must not exceed 66 m2 (710 SF) per
module.  This limitation can be increased by 4m2

(43 SF) for high-rise dormitories (4 stories or more)
or for dormitories with site specific programming
requirements, such as mobility gear storage areas,
cold weather vestibules, etc.

Dormitory MILCON projects must comply with
the design and construction guidance establishing the
absolute size for the net living/sleeping area and
maximum sizes for the 1+1 module and the gross
building area.  Commands desiring a waiver from
these absolute planning factors must submit a fully
justified request, formatted as a normal Congres-
sional reprogramming action, including an economic
analysis to:

HQ USAF/ILEH
1260 Air Force Pentagon
Washington DC 20330-1260

  Table 2 lists the required and optional spaces,
respectively, associated with Enlisted Dormitories.

There are no maximum allowable areas for the
optional spaces provided the maximum gross area
for the building/complex of 66 m2 (710 SF) per mod-
ule is not exceeded.  It is difficult to accommodate
all of the listed optional spaces at their recommended
sizes in many dormitories.  Programmers, therefore,
must prioritize these optional spaces and their sizes
based on individual project needs.
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Required Spaces

Table 2A.  Enlisted Dormitory Spaces and Sizes

Functional Space Minimum
Net Area

Maximum
Net Area

Recommended Net Area

Living/bedroom area, 2 per module 11 m2    (118
SF)

11 m2    (118
SF)

11m2 (118 SF)                         (See
Figures 2 thru 10)

One bathroom per  module (Bath
compartment containing 1 commode,
1 tub or shower.

2.3 m2     (25
SF)

None Approximately 2.3 m2 (25 SF)
(See Figures 2 thru 10)

Private lavatory vanity - 2 per module,
minimum 900 mm (36 inches) wide,
separate from shared bath and within
or immediately adjacent to
living/bedroom area

None None Approximately 1.87 m2 (20.1 SF)
per lavatory vanity(See Figures 2
thru 10)

1 closet space for each
living/bedroom area.  May be walk-in
closets or built-in wardrobe(s)

1.86 m2   (20
SF)

None 1.86 m2 (20 SF)

Kitchenette - 1 per module.  Includes
minimum 0.3 m3 (11 cubic foot)
frost-free refrigerator/freezer,
double-bowl sink, 2-burner cooktop
with oven (self-cleaning
recommended), microwave shelf with
electrical outlet, range hood with
exhaust fan, and eating space
adequate for table and two chairs or
breakfast bar and two stools.

None None Approximately 9.5 m2  (102 SF)

Laundry Facilities (1 appliance set
[washer and dryer] per 12 persons.
The ratio of dryers may be increased
as appropriate)

None None 2.3 m2 (25 SF) per appliance.

Bulk storage None None 2 m2 (22 SF) per storage cubicle.
1 storage cubicle per .667
residents

Utility Space None None Requirements dependent on local
conditions

Mail service area(s) 1 box per area.
May be covered exterior space if
climate allows

None None Requirements dependent on local
conditions

Circulation Space None None 7.4 m2 (80 SF) per module, varies
with layout
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Table 2B.  Enlisted Dormitory Spaces and Sizes

Functional Space Minimum Net Area Recommended Net Area

Multi-purpose space (May
be programmed as
meeting/study rooms,
television rooms, workout
rooms, etc.)

13.9 m2 (150 SF) for each
multi-purpose area

0.19 m2 (2 SF) per module
for each multi-purpose area

Game Room 28 m2 (300 SF) 0.19 m2 (2 SF) per module

Vending Area 9.3 m2 (100 SF) each 9.3 m2 (100 SF) per floor

Guest Toilets 9.3 m2 (100 SF) per
dormitory

9.3 m2 (100 SF) per
dormitory

Supply Storage Room 9.3 m2 (100 SF) per
dormitory

23.2 m2 (250 SF)

Administration Area 12.4 m2 (134 SF) per
dormitory

12.4 m2 (134 SF) per
dormitory

Optional Spaces
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Figure 5.  Typical Module, Type B Dormitory

Figure 4.  Typical Module, Type A Dormitory
10543210
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Figure 6.  Typical Module, Type B Dormitory
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Figure 7.  Typical Module, Type C Dormitory
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Figure 8.  Typical Module, Type A Dormitory
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Figure 9.  Typical Module, Type B Dormitory
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Figure 10.  Typical Module, Type C Dormitory
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Figure 11.  Shaded Area Indicates Gross Module Area
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6.  Example

The following example shows how the areas
defined by  Table 2 are used to program a typical
Enlisted Dormitory.

Assume, a 3-story dormitory will house 200 per-
sons and assume all are grade E-1 thru E4.

A.E1-E4s are housed 2 persons per module
therefore, 100 modules are required (200 persons di-
vided by 2 = 100).  Figure adjusted to 102 to allow
for an even distribution of modules per floor.

B.Total number of modules per floor is 34 (102
modules divided by 3 stories).  It is usually  impor-
tant for the number of modules per floor to be an
even number, as this allows equal distribution of
modules on each side of a central corridor (Type A
dormitory) or arranged evenly back-to-back or side-
by side (Type B dormitory).  This is not mandatory,
however, and the space normally reserved for a mod-
ule can be used for other purposes.

C.The maximum allowable gross building area
for this building is 6,732 m2 or 72,463 SF (102 mod-
ules x 66 m2 allowable gross area per module).

D.  The gross building area occupied by the
modules is 4,794 m2 or 51,602 SF (102 modules x
47 m2 maximum gross area per module).

E.  The recommended net area devoted to Multi-
purpose Space is 19.4 m2 each or 209 SF (102 mod-
ules x 0.19 m2 per module).  A meeting room, televi-
sion room, and a workout room are desired; there-
fore, 58.2 m2 or 626 SF is required. (19.4 m2 per
module x 3 modules)

F.  The recommended net area devoted to the
Game Room is 28 m2 or 300 SF (102 modules x 0.19
m2 per module or a minimum 28 m2).

G.   The recommended net area devoted to Laun-
dry Facilities is 78.2 m2 or 842 SF (1 appliance per 3
modules, 102 divided by 3  =  34 appliances.  34 x
2.3 m2 per appliance = 78.2 m2).

H.  The recommended net area devoted to Vend-
ing is 27.9 m2 or 300 SF (one 9.3 m2 space per floor
x 3 floors = 27.9 m2).

J. The net area devoted to Bulk Storage is 272
m2 or  2,928 SF (204 residents x .667 = 136 storage
cubicles at 2 m2 each = 272 m2.  2 m2 includes circu-
lation).

K.   The recommended net area devoted to Guest
Toilets is 9.3 m2 (100 SF).

L.  The recommended net area devoted to Ad-
ministration area is 12.4 m2 (134 SF).

M.  The recommended net area devoted to Cir-
culation is 754.8 m2 or 8,125 SF (102 modules x 7.4
m2 per module).

N.  The total area included in  paragraphs  D
through M is 6,035 m2 (64,957 SF).

O.  The remaining area available for Mail Ser-
vice, Utility Space, half-scope exterior covered ar-
eas, wall thicknesses, etc., is 697  m2 or 7,502 SF
(6,732 m2 allowable gross building area  minus  the
6,035 m2 from paragraph N).

The area of  697 m2/7502 SF available for util-
ity space, mail service, etc., may be insufficient and
may require reducing or eliminating optional space.

Note:  The spaces identified in paragraphs E
through L are often grouped together, either in a com-
mon area or a separate building or nodule.  In this
example, the total net area for these spaces is 447.2
m2 (4,813 SF).
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Note:  figures in table above vary slightly due to rounding and metric conversion.

Functional Space Area in
Square
Meters

Area in
Square

Feet

102 modules (102 modules x 47 square meters) 4,794 51,602

Multi-purpose Space (102 modules x 0.19 square
meters x 3)

58.2 626

Game Room (minimum 28 m2) 28 300

Laundry Room(s) (1 appliance/ 3 modules = 34
appliances x 2.3 m2)

78.2 842

Vending area (9.3 m2 x 3 floors) 27.9 300

Bulk Storage (136 storage cubicles x 2 m2) 272 2,928

Guest Toilets 9.3 100

Administration 12.4 135

Circulation (102 modules x 7.4 m2) 754.8 8,125

Subtotal 6,035 64,958

Maximum allowable building area (102 modules x 66
m2)

6,732 72,463

Difference available for Utility space, Mail service, etc. 697 7,505

Table 3.  Summary of Example

Note:  figures in table above vary slightly due to rounding and metric conversion.
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D.  Site Selection
Process

1.  Team Composition

The site selection process involves forming an
interdisciplinary team to evaluate various alterna-
tives.  The team should consist of: a community plan-
ner, architect, installation or wing senior enlisted
advisor, site development professionals (landscape
architect and/or civil engineer), an operations and
maintenance representative, and representatives from
the using organization.

2.  Evaluation Criteria

Use the Comprehensive Plan to evaluate po-
tential sites for the proposed development.  Each site
has differing inherent values differing values caused
by the site's relationship to other sites.  The site evalu-
ation team must develop a system of ranking and
rating the development potential of each site.  The
ranking/rating system developed must provide a fair
evaluation of all  factors influencing the enlisted
dormitory project.  The program needs for the project
must be the key in developing the ranking system.

Ranking
A system of weighting each factor will help dif-

ferentiate the importance of each factor.  Use a
weighting scale of one to five, with five being the
most important and highest value.  Each factor has a
weight assigned agreed upon by the site selection
team.

Rating
Rate each using a scale of one to ten with ten

being the highest and most important value.  The fol-
lowing is a suggested list of factors:

• Development Potential
• Proximity to Existing Recreation Facilities
• Relationship to Community Facilities
• Existing Topography
• Existing Landscape
• Available Base Infrastructure
• Adjoining Land Uses
• Vehicle Circulation System
• Future Expansion
• Existing Enlisted Dormitories
• Existing Walkways, Designated Bike and Jog-

ging Paths
• Other Factors as Might Be Determined

by the Design Program

An easy means of organizing the ranking and
rating of each factor is to organize the data into a
matrix format.  Each team member must evaluate
each site utilizing the factors identified above and
must record the information on a tabulation sheet.
The numerical value assigned by each rater is multi-
plied by the factor weighting value and the tabula-
tion sheets are summarized and totaled to obtain the
evaluation results.  The decision matrix is a summary
document that displays the results of the evaluation
data and forms the basis for a decision regarding spe-
cific  site selection.  This is a good summary docu-
ment for the community planner to present to the Fa-
cilities Board with the recommendation for siting ap-
proval.
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E.  Special Project
Costs

1.  Cost Factors

Consider the following special factors when es-
tablishing initial estimates of project costs in addi-
tion to usual cost estimating considerations:

••••• Expenses associated with special design fea-
tures in a dormitory room can account for a large
portion of the total project cost because the features
are repeated in every module.  Programmers and
designers must be aware of current  unit cost fac-
tors.  Programmers will only use unit costs; there-
fore, designers must be concerned about the cost
impact of special design features.  A good example
is kitchen equipment, where the cost can vary greatly,
depending upon the quality of each item.

••••• Utility requirements for dormitories often ex-
ceed those of other facilities of similar size because
of the higher energy demands and occupancy densi-
ties.  Programmers must determine these require-
ments and include them in the construction budget
if they are associated with the cost of supporting fa-
cilities.  Otherwise, accomplish the program require-
ments within the unit cost.  The cost of pipe tunnels
and trench systems associated with dormitories can
have a significant impact on construction costs.

• The type of mechanical system selected for a
dormitory has major impact on the cost of the project.
An existing steam and chilled water distribution sys-
tem from a central energy plant may have the capac-
ity to supply the new dormitory. In other cases, the
new dormitory complex may justify its own central
energy plant, or it may be more cost effective to pro-
vide each dormitory with a separate mechanical sys-
tem.  Make these decisions as early in the program-
ming or design process as possible.  Life cycle cost
analysis is especially important for mechanical sys-
tems in dormitories due to  unique use requirements.

• Preliminary soils analysis is essential to de-
termine whether extensive site work and foundation
costs are required.  Local environmental and climatic
conditions can also impact costs.  Dormitories lo-
cated in areas prone to seismic activity generally cost
more.  Climatic influences such as heavy snow loads,
wind loads, and extreme temperatures result in ad-
ditional costs due to structural and insulation require-
ments.

The dimensional proportions of modules are
critical to the overall construction cost of a dormi-
tory.  Designers must consider not only   efficiency
in design of the individual modules, they must also
focus on how the modules string together to create a
building.  Figure 12 illustrates the effects of module
proportion.

••••• Examples 1, 3 and 5 have almost identical
widths (dimension 'A') and are essentially the same
length, considering Example 5 is a Type A dormi-
tory with a central corridor.  Based on module pro-
portions alone, the comparable construction costs
between these three examples would be negligible.

••••• Example 2 has the largest 'A' dimension.  It
also has the smallest 'B' dimension, but results in the
longest building of all the examples.  Longer build-
ings require a larger site and have more exterior wall
surface area.

••••• Example 4 has one of the smallest 'A' dimen-
sions, and the 'B' dimension is almost identical to
Examples 1 and 3.

••••• Example 5 is a Type C "garden apartment
type dormitory.  The landing area is smaller than a
central corridor or a balcony, but a stair tower is re-
quired to access fewer units.

••••• Example 6 has the smallest 'A' dimension and
the largest 'B' dimension, resulting in the shortest
building of all the examples.

••••• The modules used for the examples have
large differences in the amount of interior wall sur-
face and the number of doors.
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These examples show that there are many fac-
tors that affect construction costs.  While module
proportions, interior wall quantity, and the number
of doors can be optimized to produce the lowest cost,
designers must also consider the impact these fac-
tors may have on privacy, functionality, and aesthet-
ics.

A hypothetical cost analysis was performed for
Examples 1, 4, and 6.  The analysis assumed that the
same program criteria was used to develop complete
dormitories from the three examples.  The total fa-
cility cost and the cost per module varied only slightly
(less than 3% difference between the highest and
lowest.)
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Chapter 3 -
Overall Project
Design

A.  Site Planning

Site planning is one of the more important ele-
ments of any project design and can �make or break�
the overall success of the enlisted dormitory project.
The art of site planning requires an interdisciplinary
involvement of the community planner, landscape
architect, architect, interior designer, and civil, me-
chanical and electrical engineers.  Leave one of these
design disciplines out of the site planning process
and the quality of the design will suffer.  The land-
scape architect should lead and be responsible for
the development of the site plan, coordinating with
the other disciplines.

1.  Siting Requirements
To achieve the optimum site plan, each design

discipline must work in concert with one another.
The following siting requirements must be evaluated
and analyzed to ensure the optimal solution is se-
lected:

Location
New enlisted dormitories should be sited in ac-

cordance with the installation's Comprehensive Plan
and should be located within walking distance of the
airmen's dining hall, wherever applicable.

Site Organization
Pay special attention to building orientation,

mass and scale in developing the site plan.  Develop
a sense of order, arrival, orientation and community
in planning the site.  Insofar as possible, dormitory
structures must not be overwhelming in apparent size.
Site dormitories in relationship to one another to cre-
ate outdoor spaces for use as passive or active recre-
ation areas.

Most Air Force enlisted dormitories are three
stories in height.  This configuration maximizes the
efficient use of available real estate while avoiding
the additional fire protection, inconvenience to oc-
cupants, and structural and life safety cost associ-
ated with buildings over four stories in height.

Achieve spatial balance and scale through
thoughtful placement and arrangement of structures,
landscaping and landforms.  See Figure 13 for an
illustration utilizing professional site development
concepts for a typical Enlisted Dormitory project.

Expansion potential for dormitories usually in-
volves the addition of more living units.  It is gener-
ally impractical to build an addition onto an existing
dormitory building.  If the potential for adding addi-
tional living units to a dormitory project is identi-
fied during the initial programming stage, allow space
in the site development plan for additional structures
and size site utilities accordingly.

Orientation
Site dormitories to take advantage of the posi-

tive features of the site.  Provide protection from un-
desirable winds and glare, shading from excessive
sun in warm climates, and orient operable windows
to take advantage of summer breezes.  Solar gain
and prevailing winds can enhance energy conserva-
tion and affect a significant cost savings.  Building
placement and design should also take advantage of
views that are scenic, pleasant, or interesting.  De-
signers must be sensitive to the approaches to the
facility and strive to create a clear sense of arrival
for newcomers.
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Figure 13.  Typical Enlisted Dormitory Site Development
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Design roof overhangs to work with sun angles
to provide solar shading.  This configuration is a
built-in by-product of Type B dormitories that have
exterior balconies.  Achieve mutual shading by sen-
sitively arranging adjacent structures.  Avoid excess
east or west facing glass and design for maximum
cross-ventilation where feasible.

View of the Site
All design disciplines involved in the site plan-

ning process must evaluate and re-evaluate their de-
sign concepts to ensure the dormitory project pre-
sents a professional image of the Air Force, and en-
courage �pride of ownership�.  As a minimum, con-
sider the initial view presented to visitors and the
more personal view or impressions of the user.

2.  Circulation
Vehicular Access

Provide access to the dormitory from second-
ary (collector) streets to reduce congestion associ-
ated with main arterial streets.  Where possible, di-
vide main entrances with landscaped traffic medi-
ans between entry and exit lanes.  Because of the
high volume of traffic using the entrances, the width
of non-divided entrances must be a minimum of 7.32
m (24 feet).

Fire Protection
Site all dormitories a minimum of 40 feet later-

ally from the closest adjacent building.  Provide ac-
cess to fire protection vehicles from three sides.
Obtain width, weight, and turning radii of fire fight-
ing vehicles from the base fire department.

Service Vehicles
Design access streets and parking areas to ac-

commodate service vehicles and fire protection
equipment.  Where interior court areas are proposed
between adjoining dormitories, consider designing
the main pedestrian walks to accommodate service
and fire protection vehicles.  As an example, the mini-
mum width of such walkways must be a minimum
of 8' wide and must be constructed using reinforced
concrete to accommodate medium weight vehicles.
Consider treating the walkways with a patterned con-

crete system to minimize the negative impact of the
wider access route.  Use materials such as concrete
grassroad type pavers to provide access to infrequent
service vehicles.

Bus Route Access
Designers should consider  developing shelters

and walks to serve enlisted personnel needs if the
base provides bus service.  Bus shelters must be com-
patible with the architectural style of existing build-
ings and other bus shelters on base.  Where existing
shelter design needs upgrading, the site planner must
coordinate with the base in selecting a new style that
is programmed with all new projects.  Coordinate
the quantity and location of bus shelters with the base
transportation manager.

Pedestrian Circulation Systems
Walkways to building entrances must be 8' wide.

All other sidewalks are 6' wide.  Design and grade
sidewalks to provide barrier free access to the first
floor of all dormitories and to any outdoor use areas
associated with the dormitories.  Provide corridor
connections to other functional areas of the base with
pedestrian circulation systems.  Consider develop-
ing jogging/biking trails as part of the site develop-
ment.

Passive Outdoor Areas
Plan all dormitory facility developments to pro-

vide outdoor passive and/or active use areas.  Where
appropriate, design pavilions to become an integral
part of the dormitory complex.  The pavilions must
compliment the architectural style and materials of
the dormitories.  Compliment these use areas with
additional facilities such as bar-be-que grills, tables,
benches, lighting and landscape plant materials.

Service Entrances
Where possible, separate service entrances as-

sociated with mechanical rooms or mechanical en-
closures from parking areas.
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3.  Parking
Vehicle parking areas  consume more site space

and impact more on the physical environment than
any other site feature.  The guideline to provide one
parking spaces per dormitory resident results in a
significant area of paving which,  if not planned prop-
erly, will have a negative impact.  This parking ratio
applies to most dormitories, but may be modified
based on the parking needs of the specific project.
Paving increases stormwater runoff, results in in-
creased reflected and absorbed  radiation, and raises
the ambient air temperature of the surrounding area.
Parking areas also result in reflected sun glare off
vehicles, increased air pollution, and concentrated
contamination of runoff from leaking oil and anti-
freeze.

Grading can create a transition zone within park-
ing areas, between parking and dormitories, and be-
tween multiple groups of dormitory facilities.  For
instance, terraced  parking areas can break up the
expanse of parking and reduce the visual impact.

Many of the negative impacts of parking areas
can be mitigated or lessened by improved design
techniques.  Tree planting in islands  between rows
of parking intercept reflected radiation, visually
breaks up the mass of paved surface, and provides
shade for vehicles.  Properly located, the traffic is-
lands also can  provide safer pedestrian circulation.
Where topography allows, design parking areas in
multiple levels with transition zones.  This may re-
duce grading requirements and allow the designer to
balance the volume of cut and fill.  Design these tran-
sitions as landscape buffers much like traffic islands
to soften the visual impacts.

Parking for the Persons with Disabilities
The parking requirement for dormitory facili-

ties  assumes all occupants are able-bodied enlisted
personnel and does not provide for visitors with dis-
abilities or temporarily disabled enlisted personnel.
Provide additional handicap parking spaces in ac-
cordance with the Uniform Federal Accessibility
Standards and the Americans with Disabilities Act
Architectural Guidelines.  Locate these parking
spaces to provide the most convenient access to the

building entry.

Motorcycle Parking
Construct areas designated for motorcycle park-

ing of reinforced concrete to prevent motorcycle
stands from sinking into the asphaltic concrete park-
ing areas.

Bicycle Parking
Bicycles are frequently used by residents.  Pro-

vide lockable bicycle parking facilities within the
dormitory complex area.  Provide all bicycle park-
ing on concrete surfaces adjacent to sidewalks or first
floor building corridors.  Parking areas must be cov-
ered and screened from view of the general public.
Consider enclosed bicycle lockers, which maximize
security and minimize visual clutter.  Such lockers
can be purchased with equipment funds.

4.  Grading
Grade the site to achieve an orderly transition

from the point where enlisted personnel enter the site
by automobile or on foot to the point where they are
at the first floor elevation.  Site grading must con-
sider the impacts of the parking area, the dormitory,
bus-stop shelters, sidewalks, outdoor passive use
areas, mechanical equipment and trash dumpsters.
Where appropriate, use grading to control the nega-
tive impacts these man-made facilities have on the
visual environment, such as shielding trash
dumpsters, etc.  See the discussion of landforms be-
low.

Dormitories tend to be linear and relatively nar-
row in their configuration; therefore, lending them-
selves to an orientation paralleling existing contours.
Determine if storm water retention is required by
local building codes.  Where on-site retention is re-
quired, the location of retention areas must be care-
fully thought out in terms of the function as well as
their visual impact.  Use large retention sites for out-
door recreation areas.
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Figure 14.  Landforms
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Establishing the Finished Floor Elevation
(FFE)

Establishing the finished floor elevation of en-
listed dormitories is one of the more important as-
pects of site planning.  The FFE affects grading, cut
and fill, visual impact of the facility and interior-
exterior transitions. In addition, the FFE has a sig-
nificant impact on the landscape architect�s ability
to effectively introduce plant materials into the new
environment.  When the approach is to �level the
site� without sensitivity to other demands, the re-
sults often are catastrophic, resulting in barren sites
lacking visual interest.  The landscape architect, ar-
chitect and civil engineer must work closely together
to achieve the most optimal design results.

Storm Drainage
The successes and failures of site planning rely

heavily on the designer�s ability to facilitate drain-
age.  Depending on the geographic location and the
availability of nearby subsurface storm drains, pro-
vide underground storm drainage for each enlisted
dormitory complex.  All site water must either be
intercepted in drop inlet structures or be designed to
drop directly into a subsurface system.  If subsur-
face storm drains are not available at the proposed
site, then program them as part of the dormitory
project.  As a minimum, divert surface water to an
underground system to a point where it is discharged
into above ground storm drains.  Provide for reten-
tion and erosion prevention.    Do not discharge wa-
ter from downspouts onto splash blocks.  Provide
for drop inlets as necessary to intercept surface run-
off and prevent walkways from being  flooded.

Landforms
The landscape architect and the civil engineer

must work together to use landforms to soften the
impact of parking on the landscape.  Use landforms
such as mounds and swales in conjunction with land-
scape plant materials to soften or obscure the park-
ing areas, provide spatial articulation, or enhance
drainage structures or surface water retention areas.
Use landforms to add interest and diversity to the
project.  In particular, landforms can perform an im-
portant function around outdoor activity areas by
screening undesirable views.  See Figure 14.

5.  Utility Corridors
The site planner should develop underground

utility corridors in coordination with the base com-
munity planner, electrical,  mechanical, and civil en-
gineers.  Size corridors to accommodate future ex-
pansion.  Locate utility corridors no closer than one
and one-half times the crown width of mature trees
or 10.7 m (35 feet), whichever is greater.  Locate
utility corridors to allow for future street tree
plantings.  Consider using pipe tunnels and trenches.

6.  Site Amenities
Site Lighting

Site lighting is an integral part of any dormi-
tory project.  Provide lighting to ensure occupants
have a means of safely moving between outdoor
spaces.  Consider base design standards, if available,
in the selection of luminaries and poles.  This selec-
tion must be a joint decision between the landscape
architect and the electrical engineer.  Energy-efficient,
high-pressure sodium lamps with color correction
ensure optimum visual acuity and are recommended
for energy-conscious site lighting.  Provide adequate
site lighting at any point where there is a change in
grade requiring steps, near handicapped and motor-
cycle parking areas, and near main entrances to build-
ings.  A lighted sign may be appropriate for night
visitors.  Use the recommendations of the IES Light-
ing Handbook to establish illumination levels.
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Site Furniture
The selection of site furniture and signage is

similar to putting �icing on the cake�.  Along with
the landscape development, it gives the project a fin-
ished appearance.  Site furniture and signage that is
in harmony with the architectural style of the dormi-
tory facilities compliments the building, makes the
outdoor spaces more usable, and appear more orga-
nized.  Poorly selected and/or placed site furniture
and signage can result in major disharmony, draw-
ing attention away from otherwise superbly designed
site and building features.  The landscape architect
must coordinate the selections with the architect and
interior designer to ensure smooth transitions are
made in the procession from within the building to
the outdoors and vice versa.  Effective transitions
are achieved when building materials, colors, and
design details from the building are incorporated into
the paving materials, signage and site furnishings.

Trash Dumpsters
While trash dumpsters must have convenient

access by the residents and by large trash handling
trucks, they must be located in areas away from main
entrances.  Screen trash dumpster locations with any
combination of hard wall materials, earth forms and
landscaping to reduce their impact.  Where hard wall
materials are used, the materials must compliment
the materials used in the dormitories and other out-
door facilities.

Mechanical Enclosures
Screen mechanical equipment  such as chillers,

evaporating condensers, switch gear, and  electrical
transformers.  Architectural screening materials must
compliment the architectural style and the materials
used  to construct the dormitory.   Use landforms to
screen objects in the landscape that  do not require
enclosures.

7.  Landscape Design
Landscape plans developed for the Air Force

require the services of a professional landscape ar-
chitect working in conjunction with the other disci-
plines to achieve the total design intent for the project.
In addition, the landscape architect must have an in-
timate knowledge of the plant materials for the re-
gion.  Refer to the USAF Landscape Design Guide
for further guidance.

The design intent should be creating an aestheti-
cally pleasing landscape minimizing water usage, re-
sources and maintenance requirements.  Proper plan-
ning and design, plant selection, plant installation,
and use of turf alternatives, use of mulch materials,
zoning of plants as per water requirements, soil im-
provements, efficient irrigation and appropriate main-
tenance are the fundamentals of good landscape de-
sign.

Structure the landscape design program to sat-
isfy the architectural, engineering, aesthetic, and en-
vironmental requirements of each project while mini-
mizing maintenance needs.  The following factors
must be evaluated when performing a site analysis:

• Visual elements
• Climatic data
• Existing vegetation
• Soil quality
• Hydrology
• Topography
• Spatial and program analysis
• Circulation patterns
• Noise
• Security requirements
• Maintenance requirements

Analyze the following functional needs of
each site:

Enframement
Identify appropriate views of the dormitory dur-

ing the site analysis to emphasize with landscape
design features.  Focus attention to important fea-
tures of the building by manipulating and placing
tree masses and screening undesirable features.
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Visual Enhancement
Plantings made for utilitarian purposes, such as

screening service areas or shading, will simulta-
neously improve the attractiveness and enhance the
livability of an area.  Variety is introduced, vistas
may be created and bareness relieved.  The oppres-
sive feeling of monumental scale is relieved by proper
planting.  Visually separate multiple buildings into
several pleasant framed units, and enhance individual
buildings within a group.  The use of shrubs and small
trees arranged in strategic groups around a building
improves the appearance by softening structural lines.
This also helps in integrating the building with its
site and diverting attention from unattractive struc-
tural features.

Spatial Articulation
Use plant material to create enclosed spaces and

to separate spaces one from another.  Also use plant
material to direct people through outdoor spaces by
visually defining and reinforcing patterns of move-
ment.  The degree of enclosure, separation, or move-
ment depends upon the density, form, and type of
plant material used.  Keep in mind deciduous plants
vary with the season, and that most evergreens do
not.

Visual Screening
Screen unattractive views or objects identified

by the site analysis with appropriate plant material
to obscure their negative impacts.  Examples of
screening needs include trash dumpster areas, pad
mounted electrical transformers, parking areas, and
mechanical yards.  While plant materials can be used
solely for screening purposes, a combination of plant
and architectural materials offers an ideal solution
to screening needs.  Landforms coupled with plant
materials will provide an immediate effect while
waiting for the plant materials to mature.

Wind Control
Wind is either a pleasant or unpleasant climatic

factor depending upon air temperatures, relative hu-
midity, and air velocities.  Use plants as wind con-
trol devices by breaking, guiding, deflecting or fil-
tering the wind.  Knowledge of the direction and
speed of prevailing winds at different seasons of the

year is necessary.  When plants are used as a wind
barrier, wind is generally affected for a distance of 2
to 5 times the height of the barrier to the windward
side and 10 to 15 times the height of the barrier to
the leeward side.  Plants are better screens than fences
or walls for windbreaks because they permit some
degree of wind penetration.  The most effective den-
sity is a screen of about 60%.  Irregular forms pro-
vide a more effective windbreak than evenly spaced
plants.  A variety of plant species and sizes also pro-
vides a better windbreak than one consisting of one
species.  For climates where occasional to frequent
snows occur, consideration must be given to how
wind will drift snow

Interception of Direct and Reflected
Radiation

The skillful use of plant materials around
buildings, along walkways, and around parking
areas significantly increases the energy efficiency
of buildings and reduces the ambient air tempera-
ture around the dormitory project.  By intercepting
the direct and reflected radiation, plant materials
control the absorption of heat energy  by the
building and parking areas, thus reducing energy
costs.

Landscape Maintenance
Provide landscape establishment and mainte-

nance within the initial contract for installation of
plant materials.  The duration of the establishment
period must be for a period of one year in all cases
and must not be included as a contract option.  The
establishment requirements must include:

• Irrigation
• Mowing and edging
• Replacing mulch
• Inspection/control of pests and weed

control
• Tightening staking/guying materials
• Pruning
• Fertilization
• Maintaining watering saucers
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Irrigation Development
Provide dormitory projects developed in arid

and semi-arid climatic regions with irrigation sys-
tems.  Use bubbler or drip irrigation systems adja-
cent to building facades to minimize impact of
overspray.  Provide all irrigation systems with solid-
state automatic multi-station controllers, state-of-the-
art control valves, and backflow preventers in ac-
cordance with building codes.  In cold climates, lo-
cate backflow preventers in the mechanical room.
Where freezing is not a problem, locate backflow
preventers within screened mechanical enclosures.
Include adjusting turf spray coverage, duration of
watering cycles, repairing leaks, and general main-
tenance to ensure proper functioning during the main-
tenance period for all irrigation systems.  Water con-
servation is a high-priority factor in development of
the irrigation design.  Take advantage of non-potable
water if possible.

B.  Building Design

1.  Organization and Circulation
Enlisted dormitories consist of three basic func-

tional areas:

• Residential
• Recreation
• Service

These three basic areas are linked together by
circulation spaces.  The basic areas typically are ar-
ranged in one of three configurations:

• The three basic functional areas are undistin-
guished within a major form.

• The areas are configured as connected
components.

• The areas are contained in separate structures.

Give special attention separating noisy areas
such as game rooms, television rooms, outdoor recre-
ation areas, and laundry rooms  from quieter spaces
such as residential  rooms and study rooms.

Design  non-public support areas such as util-
ity spaces, trash collection and mail service access
to avoid conflict with public residential functions.

Privacy for residents is of utmost importance.
Recognize that dormitories serve as homes for the
residents, and design accordingly.  Type B dormito-
ries with direct exterior access for each resident pro-
vide a greater sense of privacy by minimizing corri-
dor noise.  However, Type B dormitories allow pe-
destrian traffic to occur directly outside living/bed-
room area windows.  Type C (garden apartment style)
dormitories provide the greatest sense of privacy by
limiting the number of modules accessed by a single
stair, thus reducing noise and pedestrian traffic.
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Figure 15.  Functional Relationship Diagram
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Dormitory design must take advantage of local
climate conditions.  Type B dormitories with exte-
rior balconies lend well to solar shading in warm
and temperate climates where heat gain through win-
dows is a concern.  Type A dormitories with central
hallways are more energy efficient due to their lim-
ited number of openings to the outdoors.  Where prac-
tical, use passive solar construction techniques to
reduce energy consumption.  Designing to meet lo-
cal climate conditions can often be overridden by
other site organization issues such as the creation of
outdoor space, building scale or orientation to other
facilities.

See Figure 15 for functional area  relationships.

2.  Architectural Character and
Scale

The architectural character of the facility must
be in context with its surroundings.  It must relate
not only to the immediate site and adjacent build-
ings, but also to the base itself.  The desired archi-
tectural character is usually defined in the base ar-
chitectural compatibility standards which most in-
stallations have published.  These standards provide
a basis for compatibility and order within the built
environment.  The intent of these standards is not to
create �sameness�, but to promote a sense of har-
mony and a respect for local and regional design and
architectural characteristics.  The following elements
are part of a successful design solution:

Regional Character
Well-designed dormitories respect the charac-

teristics of the built environment in the local region
through architectural style, choice of construction
techniques and materials, and form.  Some of the
local influences that affect regional character fall in
these categories:

• Historic
• Ethnic
• Cultural/Traditional
• Topographic
• Climatic

Compatibility
Achieve architectural compatibility and appro-

priate proportions by integrating a vocabulary of
scales, forms, color palettes and materials that blend
with and respect the built and natural environments.
The result is a combination of facilities that compli-
ment each other and create balance and harmony.
Architectural compatibility guidelines are not in-
tended to compromise design expression, but rather
to provide a framework for the development of qual-
ity design.

Architectural Scale and Mass
Architectural scale is defined as the compara-

tive relationship of a structure or space to the human
form.  Individuals perceive a sense of personal com-
fort based on influences from their physical envi-
ronment.  Those environments that enable a person
to feel comfortable and accepted as a part of the en-
vironment are considered to possess a �human� scale.
The relative proportions, height, form and bulk of a
building or space, as well as its formal relationship
to other buildings or spaces contribute to achieving
this sense of scale.  Dormitories should provide a
�residential� environment with an architectural scale
that imparts a clear sense of relative comfort, ease,
and satisfaction.  This can be achieved by using stan-
dard residential ceiling and window sill heights,
avoiding oversized entrance canopies, structural el-
ements, and other artificially oversized building ele-
ments.

Building mass is defined as the overall bulk or
total volume of space a building occupies.  Large
buildings such as dormitories, aircraft hangars, and
maintenance facilities often have a greater mass than
other buildings on a base.  Modulating the form and
facade of these buildings with setbacks, repetitive
details, and less dominant colors softens their physi-
cal appearance and enables a blending of facilities
in terms of their form, proportion, and perceived size.
The size, shape, proportion, repetition, and place-
ment of design features  such as fenestrations, roofs,
columns, etc., are elements that combine to project
the architectural character of a building.
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3.  Management
Most dormitory programs require  an office for

the dormitory manager.  Locate this office near the
main entrance for convenient access by the residents.
Consider use of electronic key card systems restrict-
ing access to dormitories for authorized residents
only.

4.  Privacy
An overwhelming percentage of respondents in

the Enlisted Personnel Community Focus Groups
asked for a �private home away from their work en-
vironment� and cited this as a major impetus for liv-
ing off base.  Refer to page  31 for a comparison
between the three types of dormitories in relation to
privacy.

5.  Flexibility and Expansion
Potential

Design enlisted dormitories with the flexibility
to accommodate enlisted personnel in all grades.
This requires designing the room-bath-room mod-
ules to facilitate easy, economical conversion from a
module housing two residents to a module occupied
by just one resident.  Living modules should also be
designed for conversion to private apartments as pro-
posed by Vision 2020.  See Chapter 5.  Allow for
such conversions with minimal demolition or relo-
cation of building systems.  Expansion potential for
dormitories usually involves the addition of more
living units.  It is generally impractical to build an
addition onto an existing dormitory building.  If the
potential for adding additional living units to a dor-
mitory project is identified during the initial program-
ming stage, allow space in the site development plan
for additional structures and size site utilities accord-
ingly.

6.  Interior Design
See Table 4.  Suggested Surface Finish sched-

ule.

Comprehensive Interior Design
The goal of the designer is to provide a total

quality residential facility.  This residence will be
occupied by either gender and by a diverse age group.

The interior design and architectural design of
the facility must be integral and related.  All dormi-
tory design projects shall include Comprehensive
Interior Design (CID) services.  CID services may
be provided as part of the A/E�s design service, com-
mercial design service, or by in-house Air Force in-
terior designers.  CIDs should reference base quar-
ters improvement plan (QIP) for base-specific infor-
mation on furniture styles, color schemes, and project
specific guidance.

Quality of Life
The interior design has a direct impact on the

quality of life for the occupants.  Interview typical
dormitory residents in the location of the facility for
invaluable feedback.  Consider including the resi-
dents in design reviews.

Allow flexibility for the facility occupants to
personalize their units.  This includes freedom in
furniture arrangement, choice of window and bed
coverings, and display of artwork and hobbies.  Give
increased attention to the high-tech personal envi-
ronment that characterizes today�s life-styles, such
as computers, audio-visual equipment, cable televi-
sion, etc.

Finish Materials and Colors
Select neutral colors for surfaces that will have

a long life, such as ceramic tile, laminates, window
blinds, etc., to facilitate future finish material up-
grades.  Provide a pleasing color scheme in durable
finish materials.  Use color in non-permanent fin-
ishes to add interest and vitality, but do not allow
color to dominate the environment.  Coordinate ma-
terials, finishes, color, and texture selection to
complement the overall building design and image.
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Carpet
Carpet with a small pattern, tweeded design or

random design is preferred for its appearance reten-
tion.  Solid color carpet is not authorized.  Level loop
or a combination or loop and cut pile carpet is rec-
ommended for corridors.  Select a pattern that will
not accentuate the length of the corridor.  A cut pile
is recommended for the living unit.  Provide a soil
walk-off area if the living unit opens to the exterior.
Heavy-duty commercial quality carpet cushion may
be used in the living units, but cannot be used in the
corridors.  Carpet over cushion should be applied
with the "double stick" method.

Living/bedroom areas have a heavy wear clas-
sification for carpet, and public areas (corridors, tele-
vision and game rooms, etc.) have a severe wear clas-
sification.

The following minimum weights are recom-
mended for dormitories:

• Cut pile:  1017 grams/m2 (30 ounces/SY)
• Bonded:  949 grams/m2 (28 ounces/SY)
• Loop pile:  814 grams/m2 (24 ounces/SY)

Provide hard surface walk-off areas at exterior
entrances, whether at public entrances or private en-
trances to Type B or C modules.

Hard Surface Flooring
Use commercial quality sheet vinyl or vinyl

composition tile (VCT) with a full-depth pattern in
the walkoff area, vanity area, and the kitchen.  Avoid
white as a predominant color.  �No wax� surfaces
are not recommended, due to low durability.

Walls
Exposed concrete masonry units (CMU) is un-

acceptable as an interior wall finish.  Use vinyl wall
covering over smooth walls.  Accent walls are op-
tional, but must not be so bright or so dark as to
shorten the room or negatively effect the interior
lighting.  Consider a texture wall covering as an ac-
cent instead of dramatic contrasting colors.  Accent
colors can also be used in textiles such as draperies
and upholstery fabrics.  Paint may be substituted for

vinyl wall covering (VWC), but VWC is preferred.
Where paint is used, multi-colored, speckled paint
systems are preferred.

Ceilings
Paint ceilings off-white or provide a light col-

ored acoustical textured treatment.  Avoid suspended
acoustical tile ceilings, as they tend to convey a non-
residential quality and are easily damaged.

Cabinets and Millwork
Built-in cabinets must be well constructed with

sturdy hardware.  Recessed pulls are preferred, but
may not comply with ADA requirements.  Such re-
quirements apply to some overseas locations where
civilians occupy dormitories.  Finishes must be able
to withstand frequent cleaning and coordinate with
the other finish materials.  Neutral colors are required
for cabinets and millwork to facilitate future color
scheme changes.

Bathrooms
Use slip resistant ceramic floor tiles in bath-

rooms.  Specify a mottled or shaded tile to hide dis-
coloration from detergents, etc.  Use ceramic wall
tile from floor to ceiling around bathtubs and show-
ers.  Colored grout matching the ceramic tile is rec-
ommended for low maintenance and good appear-
ance.  Other areas may be at wainscot height.  Install
shower curtain rod instead of glass shower doors for
ease in maintenance.  Specify rod at proper height
for conventional shower curtains 1800 mm x 1800
mm (72" x 72").

Lighting
Use a combination of ambient, task, and ambi-

ent lighting in living units.  Limiting fluorescent light-
ing to utility areas such as laundry rooms and vend-
ing/kitchen areas is preferred.  Fluorescent tubes
should be color-corrected.  The designer must be cog-
nizant of lighting for both day and night situations.
Dormitories have historically suffered from poor
lighting.  Designers should provide the highest qual-
ity illumination within budget and life-cycle cost
limitations.
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Window Treatment
Mini blinds, vertical blinds, draperies or a com-

bination are authorized.  Consider solar conditions
when selecting a window treatment.  All window
treatments must pass NFPA 701-1/702-2 Standard
Method of Fire Test for Flame Resistant Textiles and
Films.  For ease of cleaning, drapery pleats that are
either stack pleated, roll pleated, or accordion-type
pleated are preferred instead of pinch pleated.  The
drapery lining must hang independently from the fin-
ished drapery treatment.  Installation of blackout lin-
ings is recommended for all dormitories, but is op-
tional, depending on local conditions.  Traverse rods
and blinds must be of commercial quality.  Bed-
spreads must compliment the window treatments and
carpet color, but need not match exactly since bed-
spreads are laundered more frequently.

Furniture Considerations
All furniture should match in style and finish.

Furniture must be well constructed of solid hard-
woods and veneers with steel frames where neces-
sary and with plastic laminate top surfaces.    Wood
grain laminates are discouraged in favor of lighter
shade laminates in patterns or solids.  Recessed pulls
are preferred, but may not comply with ADA require-
ments.  Such requirements apply to some overseas
locations where civilians occupy dormitories.  Maxi-
mize storage capabilities.  Provide a study area and
a lounge chair for each occupant.  Beds must be
2030mm (80 inches) long.  Consider providing un-
der-bed storage.  While under-bed storage units en-
hance in-room storage capacity, they preclude use of
box springs.  Double beds are recommended where
space permits.  Lounge furniture must be extremely
sturdy and is generally used for reading or watching
television.  Use individual lounge chairs and love
seats instead of sofas to maximize placement flex-
ibility.

Artwork and Accessories
Provide artwork for all public areas.  Graphics

and signage must be well-designed and coordinated
with the architectural style and finish materials.  Silk
plants are authorized for public areas.  Install chair
rails where needed.  Provide wall protection for rec-
reational games such as dart boards and billiards.

Provide nameplate signage with removable inserts
to identify the occupants of each dormitory room,
and provide an insert to allow a sign that indicates
"day sleeper".
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Legend:
Floors: Walls:
VT Vinyl Composition Tile WC Vinyl Wall Covering
SV Sheet Vinyl CT Ceramic Tile
CT Ceramic Tile(sealed grout/slip resistant) LA Liquid Applied Coating
Ca Carpet Pa Painted Drywall or Plaster
SC Sealed Concrete
RT Rubber Tile Ceiling
QT Quarry Tile Ac Acoustical

Pa Painted
Su Suspended

Table 4.  Suggested Surface Finish Schedule (Options or Combinations)

Space Floor Wall Ceiling

Living Units

Living/bedroom
Ca WC, Pa Pa, Ac

     Bathroom CT CT, Pa Pa

     Vanity Area VT, SV WC, Pa Pa, Ac

     Entry VT, SV, CT WC, Pa Pa, Ac

     Kitchen VT, SV WC, Pa Pa, Ac

Common Areas

     Entries CT, SV, RT, VT, QT WC, Pa, CT Pa, Ac, Su

     Corridors Ca WC, Pa Pa, Ac, Su

     TV, Game
Room

Ca WC, Pa Pa, Ac, Su

     Laundry
Rooms

QT, VT, CT, RT, SV Pa, LA Pa, Ac, Su

     Vending/Kitch. QT, VT, CT, RT, SV Pa, LA Pa, Ac, Su

     Storage rooms VT, SC Pa Pa

     Toilets CT, VT, SV Pa, WC, CT Pa

     Admin. Areas Ca WC, Pa Pa, Ac, Su
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7.  Access for Persons with
Disabilities

Design enlisted dormitories to accommodate the
needs of able-bodied military residents.  Provisions
for persons with disabilities are not required in any
of the living units.  Provide access by persons with
disabilities to all public spaces on the first floor of a
dormitory building.  Provisions to accommodate such
access include:

• Access ramps
• Sufficient door widths
• Proper fixtures and clearances in the public

toilets
• Drinking fountains and public telephones

mounted at the correct height
• Designated parking spaces with

convenient access to the main entry of the
building.

The specific requirements for providing access
and accommodating the special needs of persons with
disabilities are published  in the Uniform Federal
Accessibility Standards.  and the Americans with
Disabilities Act Architectural Guidelines.

8.  Special Considerations for
Renovations

Renovations of dormitories range from rela-
tively simple interior finish upgrades to complete
demolition and reconfiguration of an existing dor-
mitory.  The requirements and recommendations set
forth in this design guide apply to renovations wher-
ever possible.

A common type of wholesale renovation project
is to convert an existing Type A dormitory to a Type
B facility.  This involves replacing the gang bath-
rooms and the double-loaded interior corridors with
semi-private baths.  Access to the living units is pro-
vided by new exterior balconies and exterior stair-
ways.  This concept requires some flexibility in the
construction standards due to existing column loca-
tions, limited building widths, small mechanical
rooms, etc.  Although some flexibility is allowed due

to these constraints, renovation projects must as a
minimum, provide the authorized net living area ap-
plicable to new dormitories.  The net living area may
exceed 11 m2 per living/bedroom area provided such
an increase in net living area allows reuse of more
existing walls, doors,  and other building elements
than would occur if the 11 m2 requirement was met
exactly.  In no case should the net living area per
living/bedroom area be less than 11 m2.  This in-
crease in net living area should not exceed five per-
cent (11.55 m2 or 124.3 SF.)

In some cases, criteria waivers are necessary
due to existing conditions which cannot be altered.
Such conditions should be brought to the attention
of the responsible MAJCOM to request waivers from
HQ USAF/ILEH.

The use of a dormitory, as well as the autho-
rized net living area for the residents may change
over time.  Designers must take this into account,
and design new facilities to allow easy conversion
to another use, such as from an enlisted dormitory to
visiting airman quarters or to a private efficiency
apartment in accordance with Vision 2020 (see Chap-
ter 5).  This includes providing rough framing within
a wall for a future door between two living/bedroom
areas and configuring the plan for minimal demoli-
tion if the conversion is required.

42



Enlisted Dormitories

43

C.  Building Systems

1.  Structural
Select an economical structural system based

on:

• Facility size
• Projected load requirements
• Subsoil conditions
• Local availability of materials and

labor
• Feasibility of prefabrication
• Local construction practices
• Resistance to fire, and wind, snow, seis-

mic, geologic, and permafrost conditions

Recognize that dormitories are very modular
and repetitive in nature; therefore, decisions concern-
ing the structural system have substantial effect on
construction costs.  Coordinate column spacing and
layout with the building�s floor plan so that columns
occur within or in alignment with walls.  Keep col-
umns within spaces to a minimum, and limit them
to larger public spaces such as laundry rooms, etc.

Consider using bearing walls since past designs
validate their economic advantages.  Analyze the
proposed structural system to determine if it is the
most economical method of realizing the architec-
tural design intent.

The design live load criteria for the design of
dormitories should be as shown in Table 5.

Table 5.  Design Live Load Criteria

Area Kilograms
per Square
Meter

Pounds
per Square
Foot

Room-Bath-Room
Modules

195 40

Television and
Game Rooms
over 55 m2 (600
SF)

488 100

Television and
Game Rooms
under 55 m2 (600
SF)

293 60

Corridors and
Balconies

293 60

Offices 244 50

All other areas 488 100
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2.  Heating, Ventilation and Air
Conditioning (HVAC)

The design of the HVAC system must comply
with the criteria set forth in MIL-HDBK-1190, Fa-
cility Planning and Design Guide (Sept. 1987), Chap-
ter 10, Air Conditioning, Dehumidification, Evapo-
rative Cooling, Heating, Mechanical Ventilation, and
Refrigeration.  The following is provided in addi-
tion to and in cases of conflict takes precedence over
the above guidance.

In humid areas special design and construction
considerations are required.  These considerations
are not limited to HVAC systems.  Refer to Engi-
neering Technical Letter (ETL) 93-2: Dormitory Cri-
teria for Humid Areas for specific guidance.  Humid
areas are defined as having over 3000 hours of 190C
(670F). F or higher wet bulb temperatures in combi-
nation with an outside design condition of 50 per-
cent relative humidity or higher, or over 1500 hours
of 230C (730F) or higher wet bulb temperature in
combination with an outside design condition of 50
percent relative humidity or higher, based on 2.5 per-
cent dry bulb and 5 per cent wet bulb temperatures.

System Selection
The selection of HVAC system is to be based

upon the lowest total life cycle costs: include initial
costs, operating costs, energy costs, system mainte-
nance, repair and component replacement if not ex-
pected to achieve the same life cycle of the systems
under considerations.  The HVAC system must be
designed to ensure that building energy consump-
tion does not exceed DoD energy budget figures  Use
of a central plant should be considered for dormi-
tory complexes.  A central facility housing heating
and cooling equipment reduces maintenance and
capitalizes on the higher efficiency of larger capac-
ity commercial equipment.

Maintenance
Maintainability of the system is critical to the

continued quality of life of the occupants.  Access to
the systems must minimize disruption to the occu-

pants and maximize servicing efficiency.  The me-
chanical systems must comply with ETL 88-4: Reli-
ability and Maintainability (R&M) Design Check-
list.  HVAC units will be located within  the me-
chanical closet/space to ensure that filters, controls,
drain pans and condensate piping, control valves and
coils are easily accessible for servicing and clean-
ing.  Condensate piping will be equipped with traps
and threaded clean outs at the unit.  Design draw-
ings must detail these features including minimum
clearances for maintenance.

Ventilation Air
Provide a central ventilation system to supply

conditioned outside air to each room or each
module�s HVAC unit.  Equip all branch ducts with
accessible volume control dampers.  Each module
will be supplied continuously with conditioned out-
side air to meet the current ASHRAE Standard 62 or
as required for building pressurization, which ever
is larger.  If provided to each module�s HVAC unit,
the module�s HVAC unit�s fan must run continuously.

Bathroom exhaust
Bathrooms maybe equipped with a central ex-

haust system or individual, directly vented, switched,
bath exhaust fans.  System selection shall be based
upon a life cycle cost analysis.  If a central ducted
bath exhaust system is utilized, the exhaust system
shall:

• Run continuously and be interlocked with
the building supply air system.

• The exhaust duct for each space shall have a
manual volume damper accessible from the
space for proper balancing.

• Be evaluated for utilizing heat recovery
from the exhaust system to precondition
ventilation air.
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Module HVAC Units
When room modules are equipped with indi-

vidual HVAC units, they shall be ducted vertical fan
units placed within designated mechanical closets
or mechanical rooms equipped with lockable doors.
Through-the-wall units and units located in the ceil-
ing space are discouraged for maintenance reasons.

• Supply air:  Supply air shall be ducted to the
sleeping rooms and common area.  Branch ducts shall
be equipped with balancing dampers.

• Control:  Control shall be provided by a single
thermostat located in the common area.

• Return Air:  Provide ducted return or trans-
fer from sleeping areas, do not use ceiling space as
return air plenums.  Return air through closet and
storage areas.  Provide closet and bathroom doors
with louvers sized for volume of transfer/return air.
Evaluate need for transfer/return air sound attenua-
tion between sleeping room and common areas.

Piping System
Where air conditioning is authorized and cen-

tralized hot and chilled water utilized, individual
HVAC units should be connected to a centralized
mechanical system by a 4-pipe hot water and chilled
water distribution system to provide positive space
control.

Perimeter Fin Tube Heating
In areas where perimeter fin tube heating is uti-

lized, provide temperature control for each zone.

Kitchen Area
Provide kitchen area with a minimum of 2.54

L/s per m2 (0.5 cfm/SF) of supply or transfer air con-
tinuously.  Equip all kitchens with a range hood that
exhausts directly to the outdoors.  Recirculating ex-
haust hoods are not allowed for new dormitories, but
are allowed for major renovation projects where run-
ning ductwork from the kitchen to the outside of the
building is difficult.  Where practicable, use direct
exhaust systems for renovation projects as well.

3.  Plumbing

Provide the following as required:

• Domestic hot and cold water
• Sanitary and storm drainage
• Propane or natural gas
• Steam or hot water
• Chilled water

Provide hot and cold water to all public toilets,
bathrooms, kitchens, sinks, janitor closets and laun-
dry rooms.  Provide shut-off valves at all fixtures.
Tank type,  low water volume toilets are required in
all bathrooms.  Provide elongated bowl toilets with
a closed-front seat and a lid.  Toilets and bath fix-
tures must match and be neutral in color.

Provide hose bibbs on all exterior walls of each
building at 50-foot intervals, freeze proof as dictated
by climatic conditions.  Provide floor drains in all
toilets, bathrooms, janitor closets, and laundry rooms.

Provide a separate water heating system for cen-
tralized laundry rooms.  In designs where multiple
small laundry rooms are provided, separate hot wa-
ter systems are not required.

Provide at least one drinking fountain on each
floor of the dormitory.

Plan plumbing systems for dormitories to take
advantage of stacking bathrooms and placing fixtures
back-to-back.  Mechanical engineers, architects, and
structural engineers must work together to carefully
plan the size and location of plumbing chases with
minimal impact on usable living space.  Consider
collocating plumbing chases with exhaust risers serv-
ing each room.
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4.  Electrical/Communications
Provide the following as required:

• Distribution equipment
• Electric, telephone, and local area network

wiring
• Receptacles and grounding
• Interior and exterior lighting
• Emergency lighting
• Fire detection and enunciation
• Cable television
• Intrusion detection systems.

Base electrical system design calculations on
multi-family occupancy rather than a hotel occupancy
since the dormitory is the full-time home of the resi-
dents, and therefore has a higher demand factor.

Provide metering for electric power.  Provide a
minimum of five quadraplex outlets per living/bed-
room area, mounted 300 mm (12 inches) above the
floor.  Provide three-way switches at the entrance
door and in the vanity area so that the living/bed-
room area lighting is controlled at either location.
Likewise, provide three-way switches at each bath-
room door to control the bathroom light fixture.

Prewire and provide one cable television outlet
and one telephone jack in each living/bedroom area.
Locate jacks for maximum furniture placement flex-
ibility.  Provide one wall-mounted public telephone
per each 20 modules.

Provide one dedicated communication/data con-
nection in each living/bedroom area.  Prewire the
connection if specific communication/data require-
ments are known.

Provide  incandescent or fluorescent ambient
lighting in each dormitory room.  Incandescent fix-
tures with dimmer switches are recommended for
the living/bedroom area.  Fluorescent fixtures on the
underside of kitchen wall cabinets are recommended
to provide task lighting and supplement ambient
lighting.  The use of fluorescent fixtures  in dormi-
tory rooms is allowed, but must be carefully selected
to fit into the residential environment.  Fixtures in
dormitory rooms must not appear �institutional�.   Do

not rely solely on table lamps for room lighting.  Am-
bient light level at desk height must average 50 foot
candles in each dormitory room.  Provide overall am-
bient lighting in addition to task lighting.  Conceal
all wiring; exposed wire mold or conduit is not al-
lowed.

Provide exterior lighting of parking areas, build-
ing entrances, and walkways.  See  Chapter 2 for
more information concerning exterior lighting.  Use
the National Electrical Code, the IES Lighting Hand-
book, and NFPA 101 Life Safety Code for lighting
calculations.  Provide one exterior light fixture out-
side each room entrance door for Type B dormito-
ries.

5.  Fire Protection/Life Safety
Fire protection systems must conform to MIL-

HDBK-1008, Fire Protection for Facilities Engineer-
ing, Design and Construction, and to National Fire
Protection Association (NFPA) fire codes.  Based on
the Uniform Building Code, the 1+1 module dormi-
tory is classified as an efficiency apartment with an
R-1 occupancy.  Based on the Life Safety Code, this
occupancy is classified as an apartment building.
Modules must have smoke alarms and each module
requires a sprinkler system due to kitchen cooking
equipment.  This sprinkler system reduces fire sepa-
ration requirements to three-quarter hour fire rated
corridor walls and no required fire rated separation
between living/bedroom areas or modules.  Facili-
ties will be of Type II, noncombustible construction
as defined by NFPA 220 Standard of Types of Build-
ing Construction.

All new dormitories and major dormitory reno-
vation projects must be protected throughout by an
approved supervised automatic sprinkler system in-
stalled in accordance with the requirements speci-
fied in NFPA 13 or 13R as appropriate and other fire
codes referenced therein.
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Each new dormitory kitchen, living/bedroom
area (and living area in the case of a suite) must be
provided with an approved single station smoke de-
tector and heat detector powered from the building
electrical system.  Existing one and two-story Type
B dormitories without sprinkler protection must have
heat detectors installed in addition to smoke detec-
tors.

Ensure that audible fire alarms are easily heard
within the living units.  This may require more or
louder audible alarms than normal because of the
sound attenuating construction found in dormitories.

Provide a Class I standpipe system at stairwells
of dormitories 4 stories or greater in accordance with
NFPA 14.  Standpipes consist of a 63mm (2.5 inch)
outlet at the first floor and two 38mm (1.5 inch) out-
lets at the other floors.  The outlet must have na-
tional standard threads.

Provisions for life safety must conform to the
requirements found in NFPA 101, Life Safety Code,
latest edition.

Travel distance to exits is of particular concern
in designing dormitories.  The placement of stair tow-
ers or stair wells must be part of the preliminary build-
ing planning process.  Minimizing the number of
stairs required can be achieved by maximizing al-
lowable travel distance in the design.  This requires
determining the maximum number of living units
which can be served by one stair while still conform-
ing to the maximum allowable travel distance.  The
elimination of stairs must be tempered with the need
for privacy.  Fewer stairs can result in more traffic
being funneled past module entrances in a Type B
dormitory.

The construction of fire walls, ceiling and floor
assemblies around each living unit is another issue
of paramount importance to dormitory design.  The
construction of such assemblies as required by NFPA
101 must be closely coordinated with the sound at-
tenuating techniques used.

The 1+1 module occupancy is classified by the
Uniform Building Code as an efficiency apartment
with an R-1 occupancy.  This occupancy is classi-

fied as an apartment building.  Living/bedroom ar-
eas must have smaoke alarms, and modules require
sprinkler systems due to the cooking equipment.  The
sprinkler system reduces fire separation requirements
to three-quarter hour fire rated corridor walls and no
fire rated walls between living/bedroom areas or
modules.  In most cases, however, the fire rating of
such walls will be enhanced by virtue of noise isola-
tion requirements.

6.  Acoustics
Careful attention to acoustic design is required

for dormitories to ensure a high degree of privacy
for residents within their living units and study ar-
eas.  Designers must address isolation of noise from
a variety of sources, including:

• Adjacent living units
• Units on a floor level above or below
• Hallways and balconies
• Mechanical rooms and systems
• Exterior-generated sound such as

aircraft and automobile noise

Walls between living units and between living
units and corridors, and exterior walls of living units
must have a Sound Transmission Class (STC)  of at
least 50.  Floor and ceiling assemblies must have an
STC of at least 55 and an Impact Insulation Class
(IIC) of at least 60.

Telephone, cable television, convenience out-
lets, and mechanical ducts must not compromise the
acoustical integrity of wall, floor, or ceiling assem-
blies.  Fluorescent lamp ballasts must be selected to
minimize noise generation.
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7.  Architectural Systems
Select reliable, conventional building systems

for dormitories, and use building materials and fin-
ishes that are durable and easy to maintain.  Archi-
tectural systems must be selected based on their aes-
thetics, simplicity, and economic characteristics.

Windows
All living areas and places of assembly must

have operable windows to provide natural
ventillation.  Use tight-fitting, insulating, commer-
cial grade windows for dormitories.  Light-duty resi-
dential grade windows are not acceptable.  Low
emmisivity (Low E) glazing is recommended for
increases thermal performance, ultraviolet retarda-
tion, and maximum light transmission.  Install heavy-
duty insect screens on all operable windows.  Size
windows at between 10 and 15 percent of the floor
area they serve.  Windows serving residential units
must be operable and sized for emergency egress.
Consider installing European style rolladens (roll-
up shutters) to provide more privacy, security, and
noise reduction.  All windows  must be compatible
with the type of window coverings to be used.  In
Type B dormitories, provide sufficient mullion width
between the door and window jambs to install light
switches.

Doors
All exterior doors must be fully weather-

stripped and include a heavy-duty metal threshold
which prevents drafts, dirt, water, and insect entry.
Exterior doors must be  thermally insulated.  Entry
doors for Type A dormitory modules should be sound-
insulated and must have a peephole for viewing visi-
tors.  Provide keyless (credit card type) locksets for
all module entry doors.  Entry doors should be 900
mm (3'-0") wide, closet and bath doors should be
600 mm (2'-0") wide, and doors between living/sleep-
ing areas and kitchens should be 750 mm (2'-6")
wide.  Do not use hollow core wood doors in dormi-
tory construction.

Moisture Control
Special construction considerations, not limited

to HVAC systems, are required for dormitories in

humid areas.  Refer to Engineering Technical Letter
(ETL) 93-2:  Dormitory Criteria for Humid Areas
for specific guidance.

Exterior Finish Materials
Designers must consider durability, functional-

ity, economy, low maintenance requriements, and ar-
chitectural compatibility when selecting exterior fin-
ish materials.  Many dormitories are constructed of
load-bearing CMU exterior walls with a brick ve-
neer finish.  Other dormitories are built with single
wythe split faced or ribbed CMU.  In both cases, the
CMU wall is furred with gypsum board on the inte-
rior of the modules.  Some dormitories have success-
fully utilized exterior insulation finish systems (EIFS)
as the primary exterior wall finish.  While this is a
good system in terms of thermal performance, inte-
gral color, and moisture penetration, designers must
specify heavy-duty reinforcing mesh at all areas sub-
ject to impact damage.

Roofing
Unless the installation's architectural compat-

ibility standards state otherwise, all dormitories
should have sloped roofs.  Not only does this ensure
positive drainage, sloped roofs impart a more resi-
dential image than do flat roofs.  Standing seam metal
roof systems have excellent performance character-
istics, but must be in context with the architectural
compatibility standards.  Composition shingles and
clay tile roofing may also be appropriate.  Avoid us-
ing tapered roof insulation to achieve slope.
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Chapter 4 -
Functional Area &
Space Criteria

A.  General

1.  Functional Areas
This chapter presents criteria applicable to the

design of each function area of an enlisted dormi-
tory.  These include:

Required Areas

• Living/Bedroom Area
• Vanity
• Bath
• In-room Storage
• Kitchen
• Laundry
• Utility Space
• Mail Service*
• Bulk Storage
• Circulation Space

*  Required in locations where USPS delivers
to base housing

Optional Areas

• Multi-purpose Space
• Game  Rooms
• Fitness/workout rooms
• Vending Areas
• Guest Toilets
• Vending/Kitchenette Area
• Guest Toilets
• Supply Storage
• Administration Area

2.  Basic Requirements
Primary design considerations are presented for

each functional area indicating the anticipated use,
performance, organization, character, and relation-
ships of specific areas.  Criteria are included herein
for size and critical dimensions, storage require-
ments, furnishings and equipment, and technical re-
quirements.

3.  Basic Configurations
Type B dormitories with private access to indi-

vidual living units from exterior balconies or side-
walks may give the perception of increased privacy.
They convey a feeling of an individual apartment
rather than the hotel-like feeling presented by a Type
A dormitory with interior corridors.  Type B dormi-
tories can benefit aesthetically from  the articulated
facades created by  balconies.  Type A dormitories
usually present a greater challenge to the architect
due to their typically flat facades.  It is important to
note, however, that residents in Type B dormitories
tend to close their window coverings to gain privacy
from outside walkways.  This results in less use of
natural light.  Type B dormitories have the additional
advantage of more centrally located plumbing sys-
tems where toilets are grouped back-to-back down
the center of the building without being interrupted
by a corridor.  In Type A dormitories, the view from
living unit windows can be directly to the exterior
without having to look across a balcony.   Type A
configurations generally support interior socializa-
tion, while Type B configurations support outside
social interaction and interior separation.  Type C
garden apartment style dormitories offer the great-
est degree of privacy, since stairways access a lim-
ited number of modules.  In most configurations,
Type C dormitories have only four modules per floor
accesses by each stairway.

Most Air Force enlisted dormitories are three
stories in height.  This configuration maximizes the
efficient use of available real estate and avoid the
additional fire protection, inconvenience to occu-
pants, and structural and life safety cost associated
with buildings over four stories in height.
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Designers should recognize the importance of
minimizing the exterior wall area of the dormitory.
This practice not only reduces construction costs, but
reduces life-cycle energy costs as well.  The examples
shown in Figures 1, 3,  5,  and 7 are all fairly deep
modules with minimal exterior wall area.  Figures 2,
4, and 8 are wider and less efficient with more exte-
rior wall area.  The example shown in Figure 8 is the
most efficient of all due to the back-to-back configu-
ration of the living/sleeping areas.  The other ex-
amples have the living/sleeping areas arranged side-
by-side.

4.  Applicability
The design criteria that follows applies to Type

A, Type B and Type C dormitories unless noted oth-
erwise.

B. Residential
Areas

1.  Living/Bedroom Area
This area is the net living space for one E1

through E4 is shown graphically by the shaded areas
in Figures 2 through 10.  Consider the following:

• Ceiling height must be at least 2440 mm (8-
0").  Do not use lay-in acoustical tile ceiling sys-
tems.

••••• If CMU construction is used for exterior walls
or interior partitions, it must be furred with 13mm
(1/2") or thicker gypsum wall board.

• Provide wide-angle peepholes and deadbolts
on all module entrance doors.  Provide automatic
door closers on entrance doors for Type A dormito-
ries.  Type B and C entrance doors do not require
automatic closers.  Provide a keyless (credit card
type) entry door lockset with an intregal deadbolt
and master entry cabability (either by key or card).
Type A dormitory entrance doors require sound in-
sulation.    Exterior doors require thermal insulation.

•  The minimum dimension of the living/bed-
room area should not be less than2840 mm   (9'-4").
Minimize doorways or openings in perimeter walls
in order to enhance flexibility in furniture arrange-
ment.  See Figures16  through 19 for typical living/
bedroom layouts.
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Figure 16.  Typical Type B Module Furnishings/Outlets
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Figure 17.  Typical Type A Module Furnishings/Outlets
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Figure 18.  Typical Type C Module Furnishings/Outlets
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Figure 19.  Typical Type A Module Furnishings/Outlets
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2.  Vanity Area
The occupant of each living/bedroom area shall

have a private vanity.  This may be located within
the living bedroom area or off the common space,
but must be separate from the bathroom.  Plan this
area to make the most efficient use of very limited
space.  Include the following:

• Provide a full-length mirror on the vanity side
of the door leading to the closet.

• The vanity must be at least 1050 mm to 1200
mm (42" to 48") wide and must have a plastic lami-
nate top with either an enameled cast iron drop-in
lavatory or an integral cultured marble bowl and
countertop.  Provide an integral backsplash.  The van-
ity counter top should be775 mm to 900 mm (31" to
36") above the floor.

••••• Vanity base cabinets must contain a minimum
of  two 200 mm wide by 75 mm high (8" x 3") high
drawers with the remaining area under the vanity
given to storage accessed by cabinet doors.

••••• Provide a full width mirror above the vanity.
Provide overhead built in storage cabinets which
match the vanity base.  Mount a residential incan-
descent or fluorescent light fixture providing at least
75 footcandles illumination on the underside of the
storage cabinets.  This fixture may have single or
multiple lamps.

••••• Install one medicine cabinet with at least  39,
329 cm3 (2400 cubic inches) of interior area to the
side of the mirror.  At least  three adjustable interior
shelves are required.  The medicine cabinet doors
must be finished to match the vanity base.

••••• Provide a duplex GFI convenience outlet near
the mirror.  Size circuits to accommodate 1200 Watt
hair dryers, etc.

••••• Provide one wall-mounted towel bar  in each
vanity area.  Each bar must be at least 600 mm (24")
long.

••••• Provide a single-lever ceramic cartridge
washerless faucet at each lavatory.

See Figure 20 for a typical vanity/bath area lay-
out.  See Figure 21 for a typical vanity area interior
elevation.

3.  Bathroom
••••• For modules with two doors into the bath-

room, the selection of the locksets is critical.  Resi-
dents must be able to lock their bathroom door from
inside their room.  To avoid lockout problems while
still maintaining security of the living/bedroom ar-
eas, both locksets should be key lockable from the
living/sleeping area side only.  Do not provide a push-
button or latch lock on the bathroom side.  To give
residents a limited measure of privacy when in a
bathroom having two doors, provide a deadbolt
above the lockset which has thumb-latches on both
sides.  With this configuration, a suitemate cannot
walk in on someone in the bathroom without at least
turning the thumblatch from the living/bedroom side.
This confusing lockset/deadbolt arrangement can be
avoided altogether by having only one door to the
bathroom accessed from a common area.  This con-
figuration requires only a privacy lockset which is
locked by a push-button or latch from the bathroom
side.  Where only one door to the bathroom is pro-
vided, this door should be isolated from the kitchen
to the greatest extent possible.

••••• A shower/tub combination  is preferred  in
all bathrooms.  Major Commands may elect to
specify combination showers only.  Use enameled
cast iron tubs mounted with tub hangars.  Glass fi-
ber reinforced tubs are not allowed.  Glass shower
doors mounted on tubs are not encouraged due to
increased maintenance and cleaning requirements.
Provide a heavy-duty shower curtain rod.

••••• Provide a pulsating shower head connected
to a flexible hose in each tub/shower.  The shower
head must fit into an adjustable-height holder
mounted on a vertical rod to allow height adjustment
over a wide range.

••••• Provide two towel bars.  Each bar must be at
least 600 mm (24") long.
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Figure 21.  Typical Vanity Area Elevation
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Figure 20.  Typical Vanity/Bath Area
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••••• Provide one robe hook on the bathroom side
of the bathroom door.

••••• Provide replacable plastic shower caddies for
the tub/shower area.  Built-in soap dishes or storage
recesses are discouraged because they are difficult
to clean.

••••• Provide a wall mounted storage cabinet with
doors above the wainscot over the water closet.  The
finish of this cabinet must match the vanities.

••••• Provide a heavy-duty, recessed ceramic, wall
mounted toilet tissue holder near the toilet.

••••• Allow space beside the toilet for a standard-
size plastic trash can.

4.  In-Room Storage

Recent surveys indicate that a very high per-
centage of dormitory residents would like additional
storage space, expecially within their room.

Each living/bedroom area must have a mini-
mum of 1.86 m2 (20 SF) of closet space.  This re-
quirement is met for new dormitories with a single
walk-in closet measuring 1200 mm by 1500 mm (4'
x 5').  Designers have the option of splitting the mini-
mum area among two or more smaller closets for
major renovation projects.  Provide at least one closet
convenient to each living/bedroom area.  They are
normally accessed from the vanity area.

Closets must have minimum interior dimen-
sions of 600 mm deep by 1050 mm wide by 2250
mm tall (24" x 42" x 90").  Where doors are pro-
vided, provide solid core wood doors with heavy duty
hardware.  Use standard builders hardware.  Where
closets are accessible only from the living/bedroom
area, only a passage set is needed.  Closet doors are
optional, but are recommended when the closet con-
tents would be readily visible.  Plrovide at least one
clothes rod with a shelf above in each closet.  The
total length of hanging space must not be less than
2400 mm (8 feet).  Closet organizer systems which

have double clothes rods and shelves are highly rec-
ommended to maximize the efficiency of closets.
Space may be provided in the lower part of the closet
for movable drawer units which are moved out of
the closet into the living area at the resident's option.

5.  Kitchen

The kitchen provides residents with a quality
of life similar to enlisted personnel occupying mili-
tary family housing or living off base.  Two E-1
through E-4's will share the kitchen.  All built-in
equipment must be purchased with MILCON funds.
Free-standing equipment is purchased from other
appropriations.  As a general rule of thumb, appli-
ances that are simply set in place and plugged in are
purchased with equipment funds, whereas "built-in"
appliances are purchased as part of the construction
with MILCON funds.  See Figure 22 for a typical
shared kitchen.

The use of pre-manufactured unit kitchens is
not encouraged unless substantial warranties are in-
cluded.  While they save space, they are often much
more expensive to maintain than conventional ap-
pliances.

The following requirements must be met in the
design of the kitchen:

••••• Provide a frost-free refrigerator with a sepa-
rate freezer compartment.  Minimum size is 0.31 m3

(11 cubic feet).  (Equipment)

••••• Provide a double bowl stainless steel sink.
Consider using a "sink-and-a-half" design having one
large bowl with a smaller bowl connected to a dis-
poser.  A disposer is recommeded but optional.  Pro-
vide a gooseneck type single lever faucet.
(MILCON)

••••• Dishwashers are not recommended but are
optional if funding allows (MILCON)
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••••• Provide at least two duplex outlets above the
backspash.  These outlets must be GFI if they occur
within the specified distance from the sink as de-
fined in the latest addition of the National Electric
Code.  These oulets are in additon to those required
for the range, refrigerator, range hood, oven, micro-
wave, or disposer.

The minimum requirement for cooking are to
provide a two-burner cooktop, conventional oven,
plus a wall-mounted shelf and outlet for a standard
microwave oven.  A self-cleaning oven is recom-
mended.  As an option, a combination microwave/
convection oven may be substituted for the standard
oven and microwave.  This type oven may be built-
in or placed on the wall-mounted microwave shelf.
(MILCON if built-in, Equipment if free standing)

••••• Provide a range hood with a light and fan.
Positive ventilation to the exterior is required for all
new construction as well as Type A (central corri-
dor) dormitory renovation projects.  Ducted exhaust
hoods are recommended for Type B (balcony access)
renovation projects, but ductless fans with recircu-
lating fans and proper filters are acceptable when
warranted by existing building conditions.
(MILCON)

••••• Provide dining space for two persons in the
kitchen, either at a separate table or a barstool-height
counter.  Configurations which force the user to face
the wall are discouraged.  (built-in counter would be
MILCON)

••••• An operable window is desirable but not
mandatory in kitchens.

••••• Provide at least 900 linear millimeters (3 lin-
ear feet) of wall cabinets in the kitchen.  Also pro-
vide 900 linear millimeters (3 linear feet) of base
cabinets.  Provide at least 600 linear millimeters (2
linear feet) of counterspace adjacent to the sink.  The
countertop should have an integral backsplash.  These
requirements for wall and base cabinets are in addi-
tion to the microwave shelf.  (MILCON)

••••• Provide fluorescent task lighting providing
at least 75 footcandles under wall cabinets, and pro-
vide either an incandescent or fluorescent ceiling
light fixture(s) on the ceiling of the kitchen area, pro-
viding between 50 and 100 footcandles ambient il-
lumination.
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Figure 22.  Typical Shared Kitchen
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C.  Recreation/
Community
Areas

1.  Consolidated Support
Facilities

See Figure 23 for a typical support facility
containing study/meeting room, centralized laun-
dry, kitchenette/vending area, administration of-
fice, game room, television room, and guest toi-
lets.

Figure 23.  Typical Consolidated Support Facility
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2.  Multi-purpose Space and
Gamerooms

Multi-purpose space includes study/meeting
rooms, television rooms, workout rooms, etc.  Dis-
tribute multi-purpose spaces throughout the dormi-
tory, or consolidate them into one larger space on
the first floor that allows for several uses.  Consider-
ation must be given to the location of the area to
avoid undesirable noise and traffic.  Plan acoustics,
lighting, and furnishings to create an environment
conducive to the intended activity.

Many residents own televisions; therefore, the
need for a television room must be evaluated on a
case-by-case basis.  Provide dimmable lighting and
window treatments to control glare in television
rooms.

Unit commanders designing and equipping fit-
ness rooms in their squadrons will be responsible
for maintaining accountability controls, establishing
use priorities, providing maintenance, and monitor-
ing safety, security, and sanitation.   Contact the Ser-
vices Squadron for assistance.

Anticipate the type of activities provided in the
design of game rooms. .  Most game rooms are de-
signed to accommodate pool tables and/or ping-pong
tables.  Some dormitories also have video arcade
games located in the game room. Acoustically iso-
late game rooms from television rooms, residential
and study areas because of the typically high noise
level.  Locate the game room and television room
near the centralized laundry facility, the public phone
alcove, and the kitchenette/vending area.

Television, workout and game rooms are often
subject to hard use.  Select finish materials accord-
ingly.  Provide a durable wainscot topped by a hard-
wood chair rail on the walls of these rooms.  Avoid
the use of suspended acoustical ceiling systems in
game rooms as they have a tendency to be damaged
by pool cues.

D.  Service Areas

1.  Laundry Rooms
This design guide does not dictate the distribu-

tion of laundry appliances, but does address the total
number of washers and dryers to be provided.  Al-
low one set per 12 residents.  Provide one appliance,
either a washer or dryer, for each six residents.  This
factor should be used where space permits in exist-
ing dormitories.  It is mandatory for new construc-
tion.  A ratio of two dryers for each washer is sug-
gested.  Additional washers and/or dryers may  be
provided with MAJCOM approval.

Laundry facilities may be distributed on each
floor of the dormitory or consolidated in one central
location.  When smaller laundry rooms are located
on each floor, residents feel they are more conve-
nient, and the travel distance required to carry laun-
dry is reduced.  This arrangement, however, has some
drawbacks in that noise isolation, utility service, and
ease of maintenance become more difficult  and typi-
cally more expensive to address.  Also, residents may
find themselves running back and forth between sev-
eral small laundry rooms searching for an available
machine, only to have one become available with-
out their knowledge.

Centralized laundry rooms have advantages
concerning easier maintenance, greater energy effi-
ciency, easier noise isolation, and the ability for resi-
dents to quickly ascertain the availability of washers
and dryers.  The main drawbacks for centralization
are the increased travel distance for some residents
and lack of convenience.

Designers must carefully address noise isola-
tion, acoustics, humidity, ventilation, and tempera-
ture control.

• Conceal all utilities from view, yet provide
easy  access.  Mount utility connections 900 mm (36
inches) above the floor.   Design straight-run vent-
ing of dryers to avoid lint clogs.
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• Provide a minimum of two floor drains in
each laundry room and at least one drain per each
six washers in large centralized facilities.

• Provide at least one fold-down heavy duty
ironing board in each laundry room.

• Where possible, locate laundry facilities near
television and game rooms.

• For centralized laundry rooms, provide a
glass storefront entry to the laundry room so that resi-
dents can view the room without entering.

••••• Provide dedicated space for wall-mounted
laundry product vending machines.

••••• Provide adequate built-in folding tables and
clothes hanging rods.

••••• Avoid an interior design scheme that creates
a �sterile� look for laundry rooms.  Use heavy-duty
sound-absorbing finishes such as "tectum" panels and
ceramic coated suspended acoustical tile.

••••• Provide a stainless steel deep service sink
with a gooseneck fixture in the laundry room.

See Figure 24 for a typical centralized laundry
facility layout.

Figure 24.  Typical Centralized Laundry Facility
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2.  Mail Service
Provide one United States Postal Service ap-

proved tamper-resistant mailbox per resident.  Each
mailbox must have minimum dimensions of 150 mm
wide by 125 mm tall by 390 mm deep (6" x 5" x 15-
1/2") and must be key lockable.  Consider the likeli-
hood of vandalism in proposed mailbox locations
and design accordingly.  Do not provide mail slots
in individual dormitory rooms.  Group the mailboxes
together into one consolidated unit where space per-
mits.  The mail service may be located indoors on
the first floor of a dormitory building or in an out-
door covered area, gazebo, or where quantity war-
rants, even a separate enclosed building.

Coordinate proposed location for mailboxes
closely with base information managers, who, in turn,
should coordinate with the local United States Postal
Service and/or mail delivery contractors.  The
locaiton of mailboxes may be driven by traffic flow,
building configuration, security requirements, and
agreements with the USPS and/or contracted deliv-
ery services.  Landscaping considerations are re-
quired for mailboxes located outside of a building.

While mail service must be relatively conve-
nient to the residents, major emphasis must be placed
on providing convenient and efficient delivery and
pick up.  Avoid locating boxes where residents re-
trieving their mail will become an annoyance to other
residents.  In large dormitory complexes, it may be
desirable to locate several groupings of mailboxes
in a number of buildings or outdoor structures.  Pro-
vide overhead protection when locating boxes out-
doors, and consider the impact of adverse weather
on mail delivery and pick up.  Provide a standard
letter drop at each mailbox cluster.  Parcel lockers
are not required.  Residents will pick up large pack-
ages at the Base Post Office.

Mailboxes added to an existing dormitory
should be well-integrated into the design to appear
as an original feature rather than an afterthought.

Programmers and designers should refer to HQ
USAF letter, Mail Delivery Service for Unaccom-
panied Personnel Housing, dated 13 October 1995
for more information.

3.  Vending Area
Provide a vending area near the multi-purpose

spaces and/or game room on the first floor of the
dormitory building or in the consolidated support
facility.  Provide space and utility connections for
one ice machine and four vending machines.  Space
for additional vending machines may be provided.
Size the ice machine based on 136 kg (300 pounds)
for each 200 residents.  For larger dormitories, vend-
ing areas may be distributed throughout the facility.

4.  Bulk Storage
Bulk storage areas provide dormitory residents

with additional storage space for personal items.
Items typically stored in bulk storage areas include
luggage, original stereo system cartons, snow tires,
and bicycles.  As a general rule of thumb, allow two
storage cubicles for each three residents.  This ratio
can be changed to meet the needs of each dormitory.
Each storage cubicle must have minimum dimen-
sions of 900 mm wide by 1200 mm deep by 2100
mm tall.  Construct storage cubicles of plywood or
heavy duty wire mesh.  Each cubicle must have a
heavy-duty padlock hasp.  Residents will furnish their
own padlocks.

Locating the bulk storage area on the same floor
as the living units they serve enhances convience,
but uses expensive space for an infrequently used
purpose.  Consider consolidating bulk storage in less
expensive construction.  One large centralized bulk
storage room may be provided, but it requires more
attention to security and is generally less convenient
to the residents.  The room must have a door, but it
must have 24-hour access by the residents.  One large
centralized bulk storage room may be provided, but
it requires more attention to security and is gener-
ally less convenient to the residents.  Assess the need
to store special items such as chemical warfare or
mobility gear, and design accordingly.
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5.  Administration Area
For most enlisted dormitories, the administra-

tion area consists of a single office for the facility
manager.  Locate this office on the first floor for the
convenience of the residents and visitors.  They are
typically located near the main entrance to the build-
ing.  Provide a recessed, wall mounted, lockable key
storage box in this office for storage of spare room
keys for each room.

6.  Utility Space
Utility spaces include mechanical rooms, elec-

trical and telephone closets, janitor closets, storage
closets, outside storage, and supply storage rooms.
Address the following:

••••• Locate mechanical rooms to control noise and
vibration and allow for efficient utility distribution.
Mechanical rooms are generally best located adja-
cent to laundry facilities  Give special attention to
the reduction of noise and vibration transfer.

••••• Electrical and communications rooms intro-
duce little conflict with living units and should be
located as required throughout the dormitory for ef-
ficient utility distribution.

••••• Plan access to mechanical, electrical, and
communications rooms so that minimal disruption
of residents occurs when these spaces require ser-
vice.  Provide access from the exterior of the dormi-
tory whenever possible.

••••• Locate a janitor closet on the first floor of all
dormitory buildings and on each floor of Type A dor-
mitories.  Type B dormitories require janitor closets
on each floor only if public areas such as laundry
rooms or television/game rooms are provided on that
floor.  Provide each janitor closet with a deep ser-
vice sink, a mop strip, a floor drain,  and wall-
mounted shelves for storage of cleaning supplies.

••••• Provide storage closets where needed.  They
are most often required near public spaces such as
television and game rooms for storage of game equip-
ment, etc.

••••• An outside storage room is recommended for
each dormitory building for storage of grounds and
building maintenance equipment and supplies, such
as lawn mowers, snow removal equipment, garden
tools, gasoline, and paint.  Determine the types of
materials to be stored and design accordingly for the
associated fire hazard classification and ventilation
requirements.

••••• Provide each dormitory building with a sup-
ply storage room similar in size to one half of a room-
bath-room module.  This room will be used to store
vacuum cleaners, linens, etc.  Equip this room with
a Dutch door to facilitate linen exchange.  Ideally,
locate this room on first floor.

7.  Visitor Toilets
Provide toilet facilities on the first floor of each

dormitory for use by visitors and residents.  Provide
convenient access to these toilets from television and
game rooms and laundry facilities.  Design these toi-
lets to accommodate the needs of persons with dis-
abilities.  Provide one lavatory and one toilet in each
visitor toilet.  In smaller dormitories, this require-
ment is met with one room with a privacy lock on
the door to allow use by both males and females.
Use separate men�s and women�s toilets in larger
facilities where higher use is anticipated.  Provide
commercial quality toilet accessories in the visitor
toilets.  These include a recessed paper towel dis-
penser/trash receptacle, toilet tissue holder, soap dis-
penser, grab bars, and soap dish.

8.  Circulation Space
• Avoid an institutional appearance for interior

corridors in Type A dormitories.  This is accom-
plished by using wall-mounted light fixtures and wall
and ceiling articulation to help alleviate the �tunnel
effect" of a long corridor.  Recess all wall-mounted
accessories other than the light fixtures, such as fire
extinguisher cabinets.

••••• Introduce natural light into interior circula-
tion spaces where possible.
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••••• Provide convenience outlets each 25 feet on
center in interior corridors.

••••• Provide heavy-duty non-slip nosings on all
stair treads to accommodate heavy pedestrian use as
well as furniture movement.

••••• Carpet the main interior stairs.  Install rub-
ber or vinyl stair treads on other interior stairs.  All
stairs, including exterior stairs must have solid treads.

••••• Exposed duct work, conduit, etc., is not al-
lowed.  Provide utility access doors as required.

••••• Freight elevators may be provided if con-
struction budget allows.  Combination freight/pas-
senger elevators are required for dormitories four sto-
ries in height or higher.
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Chapter 5 -
Vision 2020

A.  Program Definition
Vision 2020 is an Air Force initiative that pro-

poses new assignment and construction standards for
unaccompanied personnel housing and offers invest-
ment strategies for the implementation of these new
standards.  The program looks toward the next cen-
tury in light of changing housing expectations of our
increasingly sophisticated and highly technical un-
accompanied enlisted personnel.

1.  Significant Changes
The Air Force is currently establishing policy

to program on-base housing for all unaccompanied
personnel in grades E-1 through E-4.  Vision 2020
proposes that junior unaccompanied personnel would
be housed on-base,  and more senior unaccompa-
nied personnel would be housed off-base when lo-
cal community housing is adequate.  Vision 2020 is
a long-range goal intended to improve dormitory
standards by first providing airmen with private
rooms (1+1) on-base and eventually with private
apartments by the year 2020.

2.  Current Status
The Air Force emphasis is on accomplishing

1+1 standards before Vision 2020 apartments are
pursued.  The Vision 2020 apartment standard is not
approved by the Secretary of Defense and is consid-
ered a long-range goal for unaccompanied housing
well into the next century.

3.  Basis of Report
The report recognizes the disparity between

housing allowances provided for married versus un-
accompanied personnel and cites the House of Rep-
resentatives Armed Services Committee tasking

DOD to �..give similar priority to barracks as it gives
to family housing.�  Of particular note is the fact
that unaccompanied members entertain and watch
television in their bedroom or community area and
use community laundry facilities.  Married members
entertain and watch television in their living room,
and most have a washer and dryer elsewhere in their
home.

B.  The New Vision

1.  Private Apartments
Every unaccompanied enlisted member living

on-base would be provided a private efficiency apart-
ment.  This apartment would include a sleeping area,
living area, a private bathroom, and in-room cook-
ing and possibly laundry facilities.

2.  Existing Inventory
Vision 2020 recognizes the large investment the

Air Force currently has in traditional 2 plus 2 room-
bath-room modules.  The design of the proposed
apartment must allow these existing modules  as well
as new 1+1 modules to be easily converted into an
efficiency apartment.

3.  Planning for the Future
New dormitories and major dormitory renova-

tion projects should allow for cost-effective conver-
sion to private apartments.  As an interim measure,
the Air Force hopes to change the assignment stan-
dard for E-1s through E-4s to allow each member a
private room with a bath shared by only one other
person.  See Figures 25 through 30 for typical plans
to convert example room-bath-room modules to pri-
vate apartments.
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Figure 25.  Typical Private Apartment Conversion

1+1 Module Demolition Plan

New Vision 2020 Apartment
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Figure 26.  Typical Private Apartment Conversion

1+1 Module
Demolition Plan

New Vision 2020 Apartment
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Figure 27.  Typical Private Apartment Conversion

1+1 Module
Demolition Plan
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Figure 28.  Typical Private Apartment Conversion

New Vision 2020 Apartment
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1+1 Module
Demolition Plan

Figure 29.  Typical Private Apartment Conversion
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Figure 30.  Typical Private Apartment Conversion

New Vision 2020 Apartment
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LACKLAND AIR FORCE BASE 
SOIL & WATER MANAGEMENT PLAN 

 
1. GENERAL PROVISIONS. 
 

1.1. Purpose and Application.  The purpose of this Soil & Water 
Management Plan (Plan) is to provide procedures for the handling of soil, water 
and associated materials, including, but not limited to construction debris, 
generated during construction and maintenance activities.  This Plan is 
applicable to all construction or maintenance activities, including utility service 
activities, conducted on Lackland Air Force Base, the Lackland Training Annex 
(LTA), and the portion of Kelly Air Force Base subject to realignment to Lackland 
Air Force Base (Kelly Field Annex) before and after the date of such realignment.  
 

1.2. Requirement to Backfill.  The Contractor of any construction or 
maintenance activity will return or backfill the maximum amount of soil possible, 
except for wet soil, to the excavation from which it originated.  
 

1.3. Reservation of Rights.  Notwithstanding Contractor responsibilities 
under this Plan the Air Force reserves the right to handle and manage excess 
soils or contaminated water accumulated in connection with any construction or 
maintenance activity on Air Force property. 
 

1.4. Special Definitions:  
 

1.4.1. “Contractor” is any person, operator, contractor or subcontractor, 
including a utility provider, who performs work involving construction or 
maintenance activities on Air Force property under or through a contract or 
agreement with the Air Force.  
 

1.4.2. “Customary Contractor Costs” are those costs and expenses 
incurred while engaged in construction or maintenance activities that the 
Contractor typically assumes as a matter of business practice when performing 
services of similar scope and type, and under similar circumstances, on the 
property of such Contractor’s nonmilitary business customers.  The Contractor 
will provide upon written request by the Air Force a copy of such customary 
construction and maintenance costs.  
 

1.4.3. “Excess soil” is the soil that cannot be returned to the excavation. 
 

1.4.4. “Installation Restoration Program (IRP) site” is a site where 
hazardous substances have been deposited, stored, disposed of, placed, or have 
otherwise come to be located, and has been designated by the Air Force as an 
Installation Restoration Program site pursuant to its Installation Restoration 
Program.  
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1.5. Revisions.  The Air Force may revise this Plan from time to time to 

comply with changes in environmental laws or for other purposes consistent with 
Air Force missions.  At least 90 days prior to the proposed implementation of any 
such revision, unless a shorter period is necessitated to comply with the law, the 
Air Force Contracting Officer (CO) will notify in writing each affected Contractor 
of the proposed revision.  The parties will consult to determine whether a 
Contractor’s agreement or contract incorporating this Plan by reference needs to 
be modified.   
 

1.6. Conflicts.  In the event of a conflict between this Plan and the 
Contractor’s agreement, the terms of the agreement will prevail unless 
inconsistent with applicable law, in which case, the applicable law controls. 
 

1.7. Point of Contact.  The point of contact for implementation of this Plan 
is the Lackland Air Force Base Installation Commander or designee. 
 
2. WORK PROCEDURES. 
 

2.1. Contaminated Soil or Water Management and Identification.  
 

2.1.1. Identification.  The Air Force will preliminarily identify the soil and 
water in each proposed work area suspected of being contaminated.  This 
identification will be based on existing environmental, process, and historical data 
for the proposed work area.  
 

2.1.2. Management.  The Contractor will manage all soil or water that is or 
is reasonably suspected of being contaminated in compliance with all applicable 
laws, regulations, and Air Force policy, including but not limited to this Plan.  
 

2.2. Digging Permit: 
 

2.2.1. Application.  The Contractor must apply for an Air Force Digging 
Permit (Permit) not less than fourteen (14) days before the proposed 
commencement of any digging.  Permit applications should be submitted to 
______________________________________________________.  Emergency 
situations are covered in paragraph 2.3.  
 

2.2.2. Permit Issuance:  
 

2.2.2.1. The Digging Permit will be routed through all necessary 
components of the Air Force to identify conflicts with other known underground 
structures, and to identify areas of possible contamination. 
 

2.2.2.2. If no soil or water contamination is suspected in the 
proposed work area the Contractor may proceed. 
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2.2.2.3. If the proposed work area contains known or suspected 

areas of soil or water contamination, the Permit will be annotated to indicate the 
location of any known or suspected contamination.  The Permit may also indicate 
the type of suspected contamination if that information is available.  The 
Contractor will proceed only at the direction of the CO. 
 

2.3. Emergency Situations:  
 

2.3.1. In emergency situations the Contractor may proceed as necessary 
to accomplish any required work, subject to applicable Federal, state, and local 
laws and regulations. 
 

2.3.1.1. Excavated soils will be staged within the immediate work 
area. 

2.3.1.2. Water collected in or around the excavation site may be 
discharged onto the ground unless the water is reasonably suspected of being 
contaminated. 
 

2.3.2. Permit Application.  As soon as practicable, but not later than three 
(3) days after commencing emergency digging activities, the Contractor will notify 
the Air Force of its emergency digging activities so the Air Force can issue a 
Digging Permit.  Following issuance of the Digging Permit, the Contractor will 
continue the work as provided for in this Plan for nonemergency activities. 
 

2.4. Contractor Identified Contamination.  
 

2.4.1. Notice.  If during the excavation the Contractor identifies or 
suspects soil or water contamination not identified on either the Digging Permit or 
previously on maps supplied to the Contractor, the Contractor shall immediately 
notify the Air Force of its suspicion.  
 

2.4.2. Sampling.  The Contractor may sample and analyze the Contractor 
identified soil or water at Contractor’s expense.  Prior to sampling the Contractor 
shall notify the Air Force of its intent and offer the Air Force the opportunity to 
take a sample split to be analyzed at Air Force expense.  
 

2.4.3. Cost Reimbursement.  Upon Contractor’s written request, the Air 
Force will reimburse the Contractor for its sampling and analysis costs at not 
more than the prevailing rates in the market area, but only if:  
 

2.4.3.1. The soil is determined to be hazardous waste or Texas 
nonhazardous Industrial Class 1 or 2 waste; or  
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2.4.3.2. The water is determined to contain contaminants above the 
controlling action levels (i.e., Maximum Contaminant Levels (MCLs)) as defined 
by the EPA or TNRCC, and  
 

2.4.3.3. Such costs are not Customary Contractor Costs.  
 

2.4.3.4. Such sampling and testing is only required to meet the 
requirements imposed by the landfill as a condition of disposal from Air Force 
property. 
 
3. EXCESS SOIL DISPOSAL.  
 

3.1. Classification and Manifests.  The Air Force will classify and 
manifest excess soil and other materials excavated during approved construction 
and maintenance activities. 
 

3.2. Wet Soil:  
 

3.2.1. The Contractor will manage clean wet soil as directed by the 
Contracting Officer (CO).  
 

3.2.2. The Contractor will dispose of contaminated wet soil as indicated in 
2.1.2 above for similarly classified soil.  
 

3.3. Clean Soil Transportation.  The Contractor, at Contractor’s expense, 
will transport excess clean soil within Lackland AFB, LTA, or the Kelly Annex as 
directed by the CO.  
 
4. CONTAMINATED WATER DISPOSAL.  
 

4.1. Water collected from existing IRP sites or plumes associated with such 
sites will be containerized, sampled, and if necessary, disposed of as directed by 
the CO.  In addition, based on field observations (i.e., sight, smell, or touch), if 
the Contractor reasonably suspects contamination, the water will be 
containerized, sampled, and if necessary, disposed of properly.  
 

4.2. Water not suspected of being contaminated, based upon existing 
information or site indicators, may be disposed of by pumping it directly onto the 
ground.  
 
5. ANTI-DEFICIENCY ACT.  No provision of this Plan shall be interpreted as 
constituting a commitment or requirement that the United States of America 
obligate or pay funds in contravention of the Anti-Deficiency Act, 31 U.S.C. 1342, 
or any other applicable provision of law. 



Analytical Requirements for Incoming Materials to  
Lackland AFB 

Contract Number_________ 

Suppliers name (Company)________________________________________________________________ 

Physical address of the site where material is to be excavated. ____________________________________ 

______________________________________________________________________________________ 

Incoming Material 

___ Top soil. 

___ Fill material. 

___ Sand. 

___ Gravel. 

___ Other. (Describe)____________________________________________________________________ 

______________________________________________________________________________________ 

Supplier certifies that the samples taken and the attached analytical data is from the site stated above. 

 

Suppliers rep._________________________________       Suppliers rep____________________________ 

          PRINTED NAME         SIGNATURE 

 

                DATE_________________________ 

Sampling Requirements: 

___ 2 Samples per “site”. 

___ 1 Sample per 200 cu yds. 

___ 1 Sample per acre. 

___ No analytical required. 

Analytical Protocols 

___RCRA 11 metals (Totals) 

___RCRA 11 metals (TCLP extraction) 

___Pesticides/PCBs (method SW 8080*, TCLP extraction) 

___Pesticides/PCBs (method SW 8080, total analyses) 

___SVOCs (method SW 8270, TCLP extraction) 

___VOCs and BTEX (method SW 8260 TCLP extraction) 

___ Non-halogenated Volatile Organics  (SW 8015 modified, TCLP extraction)  

___TPH (TX method 1005)  

 

CEV OPR _______________________________                CEV OPR______________________________ 

     PRINTED NAME     SIGNATURE 

 

                DATE_______________________ 
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Soil Management Program Document 

 

1.  Purpose 

Soil Management at Lackland AFB has increasingly become an important planning, 

programming, compliance, and management issue. This document is written to ensure 

Lackland AFB complies with all environmental laws, properly manages base natural 

resources, and to ensure proper contractor operations. 

In carrying out these requirements, it is important that specific actions and associated 

costs be identified “up front”.  The following requirements provide guidance to AF project 

engineers, design engineers, planners, contracting agents, contractors, and 

environmental program managers. 

 

Source documents include Resource Conservation and Recovery Act (40 CFR 260ff), 

DoD directives, and Texas Natural Resource Conservation Commission regulations and 

guidance documents.  

 

The Office of Primary Responsibility (OPR) for the contents of this document and its 

revision is 37 CES/CEV. This office will coordinate with other CE program managers and 

other proponents as appropriate. 

 

2. Application 

The requirements in this document are applicable to service providers who perform 

construction or maintenance activities, including utility service activities, conducted on 

Lackland Air Force Base, the Lackland Training Annex (LTA), (AKA “Medina Annex”), the 

Kelly Field Annex, and the lease back areas occupied by Lackland AFB. 

 

3.  Definitions  

 

3.1  Contractor-  A person or, operator, including a utility provider, who performs work 

including construction or maintenance activities on Lackland AFB property under or 

through a contract, lease or agreement with the Air Force. 

 

3.2  Class I waste -Any industrial solid waste or mixture of industrial solid wastes which 

because of its concentration, or physical or chemical characteristics, is toxic, corrosive, 
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flammable, a strong sensitizer or irritant, a generator of sudden pressure by 

decomposition, heat, or other means, or may pose a substantial present or potential 

danger to human health or the environment when improperly processed, stored, 

transported, or disposed of or otherwise managed, as further defined in TNRCC Title 30 

§335.505.  

 

3.3  Class II waste -Any individual solid waste or combination of industrial solid waste 

which cannot be described as Hazardous, Class I or Class III as defined in TNRCC 

§335.506.  

 

3.4  Class III waste--Inert and essentially insoluble industrial solid waste, usually 

including, but not limited to, materials such as rock, brick, glass, dirt, and certain plastics 

and rubber, etc., that are not readily decomposable, as further defined in §335.507 of 

that title (relating to Class III Waste Determination). Class III waste is also referred to as 

Class 3 waste. (CEV Note: this is normally referred to as construction debris) 

 

3.5  Installation Restoration Program (IRP) site - A site where hazardous substances 

have been deposited, stored, disposed of, placed, or have otherwise come to be located, 

and has been designated by the Air Force as an Installation Restoration Program site 

pursuant to its Installation Restoration Program.  

 

3.6  Lackland AFB property – Include Lackland main base, Lackland Training Annex 

(AKA “Medina Annex”), Kelly Field Annex and the lease back properties.  

 

3.7  Process knowledge – The use of existing records or data to determine if a particular 

process or material stored or used at facility/building/ site from which a release of a 

hazardous materials (as identified under RCRA or Comprehensive Environmental 

Response, Compensation, and Liability Act) may have occurred. This knowledge is used 

to determine what sampling and analysis is required for wastes generated during 

projects on Lackland AFB property. 

 

3.8  Proponents - The organization planning or requiring the work, to include 37 

CES/CEO (AMUs, Maintenance Engineering), “Self Help”, all 37 TRW Units and 

Lackland AFB Associated Units. 
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3.9  Produced Water – Waste water produced during construction/demolition activities to 

include incidental rain water.  

 

3.10  Service Provider - The organization that actually performs the work, to include 

37CES/CEO, Red Horse, Corps of Engineers, or private Contractors.  

 

3.11  Site (or on site) This refers to the project location boundaries and not Lackland 

AFB, or “nearby”, or any other designation. 37CES/CEC, 37CES/CECB (community 

planner) and 37CES/CEV will advise on the physical boundaries on the project site when 

it is not obvious or to preclude any potential misinterpretation.  

 

3.12  Waste - as used by TNRCC, may include soil. 

 

4.0 Initial Planning and Coordination 

 

4.1  Project planning documents (AF Form 332, AF Form 813, AF Form 103 ((digging 

permit)), AF Form 1391/1391C, etc) initially coordinated with the base Community 

Planner (37CES/CECB) and the base Environmental Planning Function (37CES/CEV) to 

determine siting and environmental requirements and constraints. 

 

4.2  Established coordination requirements for AF Form 332 and AF Form 103 also 

apply (Fire Dept, Safety Office, etc).  Initial coordination also allows preliminary 

assessment of project-specific sampling, analysis, waste characterization, disposal 

requirements and approximate costs by 37CES/CEVC and 37CES/CEVR. 

 

4.3  Not all sites will necessarily require sampling. Determination by CEV will be based 

on past/current practices, process knowledge, and other considerations. 

 

5.0 Responsibilities 

 

5.1  Proponents 
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5.1.1  For each project, estimate the amount of soil (in cu yds) that will be generated by 

construction activities and probably cannot be used on site. 

 

5.1.2  Coordinate with 37CES/CEV for a cost estimate of sampling, analysis, 

transportation, and disposal of soil. 

 

5.1.3  The Proponent shall be responsible for implementing the following procedures, but 

may delegate these actions to the Service Provider:  

 

5.1.3.1  Accomplish the initial planning and coordination requirements stated in 4.0 and 

reusing the maximum amount possible, soil generated during site preparation and 

construction. 

 

5.1.3.2  Facilitate the analysis of the samples for the specified constituent and test 

methods as provided by CEV or, in the case of an emergency, request analytical support 

through CEV (vendor). Provide analytical results chain of custody, and QC data to CEV 

if analysis was not performed through CEV.  

 

5.1.4  For material to be disposed of off base, the proponent shall prepare and/or 

provide the waste profile sheet, analytical results and process knowledge sheets to CEV 

for signature.  Once, signed the proponent shall provide said documents to the proposed 

receiving facility for review/approval purposes. The proponent shall prepare the waste 

manifest to be signed by CEV. 

 

5.1.5  Ensure the final manifest from the disposal facility is provided to CEV within 30 

days.  

 

5.2  Environmental Flight Responsibilities 

 

5.2.1  Provide initial planning and coordination support as stated in 4.0 to include 

designation of “waste soil” and if, applicable, determination of need to perform or not 

perform sampling and what to sample for. 
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5.2.2  Upon receipt of excess soil analytical results, advise Contractor or 37CES/CEO on 

waste classification and disposal options, and approve/disapprove the treatment storage 

and disposal facility (TSD) chosen by the proponent. 

 

5.2.3  CEV will sign or secure signature for all manifests and, if hazardous, track and 

report all wastes/soils manifested from Lackland AFB property. 

 

6.0 Soil Profiling 

 

6.1 There are two points when soil profiling can occur. They include:   

 

6.1.1  When a project is first identified, if it has been determined that excess soil will be 

generated, the Proponent will initiate a Soil Profile Sheet (Tab B). After filling out 

Section1, the Project Manager will provide the sheet to CEV for application of process 

knowledge, determination of sampling requirements (number and location of samples), 

analytical parameters, soil disposal options if not previously specified etc. 

 

6.1.1.1 Samples will be at the interval of at least one per acre, but no less than two 

samples at the project site. However, this is subject to change at the discretion of the 

TSD and CEV. 

 

6.1.2  When excess soils are generated and initial screening wasn’t accomplished, the 

proponent will initiate a soil profile sheet (Tab B).  If it is determined by CEV that 

samples are required, samples will be taken at an interval of one every 200 cu yds. 

However, this is subject to change at the discretion of the TSD and CEV. CEV will 

advise on the analytical parameters. Receipt of analytical data will be approximately 30 

working days from the date the sample was taken. 

 

6.2.  When excess soil already exists, CEV will coordinate with other CE functions as 

needed to determine the source of the soil and apply process knowledge. If CEV 

determines that analysis of the soils should be performed, they will initiate the existing 

“in-house” contract. 

 

7.0  Soil Management Procedures 
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(NOTE: The process flow diagram, Tab A, is a visual representation of the processes 

discussed in this section.)  

 

7.1  Service providers shall use any soils generated during site preparation and 

construction on the project site to the MAXIMUM EXTENT PRACTICABLE. Wet soil 

shall not be back filled unless otherwise directed by CEV. This exception may be made 

on a case by case basis and at the sole discretion of CEV. 

 

7.2 Incoming soil  

 

7.2.1  The service provider or contractor that brings “fill” on base for construction 

projects shall provide a Letter of Compliance that certifies that the soil, if analyzed by the 

criteria that govern waste classification, would not exhibit any characteristics of a 

hazardous Class I or Class II  waste as defined above.  Documents such as purchase 

tickets or invoices should be attached as further evidence that the soil if subject to said 

criteria would not exhibit any characteristics of a hazardous Class I or Class II waste. 

 

7.2.2  Sampling and analytical results may be requested by CEV prior to delivery. The 

cost of sampling and analysis is non-reimbursable. 

 

7.2.3  Manufactured soil (crushed rock, gravel, etc) does not require a Letter of 

Compliance.  However, the load must be inspected by a CE representative upon 

delivery. The CE rep will provide CEV with a Memorandum verifying that the soil was in 

fact manufactured soil and showed no evidence of contamination.  

 

7.3  Temporary storage of excess soil on site 

 

7.3.1  Piles shall be approximately 100 cu yds, with a 12 inch surrounding berm. The 

berm shall be on top of and covered by 6 mil plastic sheeting secured with sand bags 

(see drawings). 

 

7.3.2  Each pile shall be marked for identification of samples and date samples collected 

using labels provided by CEV. 
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7.3.3  For soil that cannot be used on the project site, the service provider will facilitate 

collection of one grab sample for every 200 cu yds of excess soil. However, this is 

subject to change at the discretion of the TSD and CEV. 

 

8.0 Other Soil Management Options 

 

8.1 Recycling- A local business provides for recycling of Class I and Class II soils and is 

the preferred method of disposal of excess soil. CEV will indicate candidate soils for a 

project during the initial soil profiling process.  The analytical documentation required for 

soil recycling off base includes sampling for chlordane, total petroleum hydrocarbons, 

BTEX and RCRA metals. The cost for sampling, analysis and hauling is about half that 

for disposal in a permitted landfill. 

 

8.2  Reuse - Soils that are determined to be Class III via analysis should be considered 

for reuse on upcoming projects. CEC will coordinate with CECB and CEV to make this 

determination. These soils would be stored in the soil staging areas identified on the 

maps at Tab B (under development – CEV/CECB) 

 

9.0  Off base disposal: proponent shall conform to 5.1. 

To characterize for off base disposal or, CEV will advise on which of the analytical 

parameters will be applied: 

 

RCRA 11 metals (method SW 7000 series, Totals analysis and, TCLP extraction) 

Organochlorine Pesticides/Polychlorinated Biphenyl (PCBs) (method SW 8080, total 

analysis and, TCLP extraction) 

Semi-Volatile Organic Compounds (SVOCs) (method SW 8270, TCLP extraction) 

Volatile Organic Compounds (VOCs) (method SW 8260 TCLP extraction) 

Nonhalogenated Organics (SW 8015, TCLP extraction) 

Total Petroleum Hydrocarbons (TPH) (TX method 1005) 

 

9.1  For incoming material (soil, sand, gravel, etc) all preceding analytical parameters 

will be applied. The incoming material analytical requirements form (Tab C) shall be 

completed by the proponent and signed by CEV prior to said materials entering Lackland 

AFB. 
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10.0  Produced Water Management 

 

Water that is generated during construction activities will be containerized, sampled, and 

if necessary, disposed of in accordance with the base hazardous waste management 

plan. 

 

37 CEV reserves the right to change or modify any part(s) of this document as 

necessary. 

 

 



From: ________ 
To: 37 CES/CEV 
SUBJ: Request for Soil Profile Screening, Cost Estimate, and Disposition 
  

Project Information 

Date Initiated:___________ 

Project Name:____________________ Project Number:_________________________ 

Project Manager (CEC, CEO,SVS, etc.): ____________________  

Phone Number:____________ 

Project Description: (attach narrative site maps, and any other related documents: 

______________________________________________________________________ 

Current/past land use (if known): 

______________________________________________________________________ 

Estimated quantity of excess soil, if any (cu yds)_________ 

 

CEV SCREENING 

 
AF Form 813/332 number ____  CATEX____  EA____ 

Comments:  ___________________________________________________________ 

Process.Knowledge______________________________________________________ 

Based on current available information, past/present land use, history, analytical data, 

and process knowledge the following determination has been set forth: 

 

1. ____ Site requires sampling. 

 

2. ____ Site does not require any further action. 

 

 2.1._____ Material (soil, base material, sand, etc.) may be stored and used for 

future base projects. This material is government property and shall not leave the 

installation. 

 

CEV OPR ______________________                CEV OPR_______________________ 
              PRINTED NAME      SIGNATURE 

 

                DATE_______________________ 



ANALYTICAL REQUIREMENTS  

 

SAMPLING REQUIREMENTS: 

___ 2 samples per “site”. 

___ 1 sample per 200 cu yds. 

___ 1 sample per acre. 

 

ANALYTICAL PROTOCOLS 

___11 metals (Totals, TCLP extraction) 

___Pesticides/PCBs (method SW 8080*, TCLP extraction) 

___Pesticides/PCBs (method SW 8080, total analyses) 

___SVOCs (method SW 8270, TCLP extraction) 

___VOCs and BTEX (method SW 8260 TCLP extraction) 

___ Non-halogenated Volatile Organics  (SW 8015 modified, TCLP extraction)  

___TPH (TX method 1005)  

 

CEV OPR ______________________                CEV OPR_______________________ 
              PRINTED NAME      SIGNATURE 

 

                DATE_______________________ 

ESTIMATED COST 

Sampling $______ 

Analysis $_______ 

 

WASTE SOIL CLASSIFICATION 

__ Class I - constituents over reg. Levels. 

__ Class II - constituents over reg. Levels. 

__ Class III - constituents over the level of detection. 

DISPOSITION 

___ Off-site disposal in permitted landfill (Covel Gardens, etc) 

___ Off-site recycling (private local business) 

___On-site storage at soil staging areas designated by 37CES/CECB  



ACCOMPANYING AMENDMENT NO. 0006 TO SOLICITATION NO. DACA63-02-R-0009 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

ATTACHMENT M 
 
 

COMMUNICATIONS REQUIREMENTS 
 

(TELEPHONE, CABLE, FIBER OPTICS, TELEVISION CABLE, ETC.) 
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